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5. FINISHED GRADE SURFACE SHALL BE FIRM, STABLE, SLIP-RESISTANT, W/O LOOSE GRAVELS, SAND, CHIPS, ETC.  

6. ANY GRID OPENINGS IN GRATINGS ON SITE SHALL BE LIMITED TO � INCH 

IN THE DIRECTION OF TRAFFIC FLOW.

7. ANY PLANTER/GRATE/COVER ON SITE SHALL REQUIRE EDGE PROTECTION OF MIN. 6 INCHES 

HIGH CURB OR CODE-COMPLIANT GUARD OR HANDRAIL IF LEVEL CHANGE BETWEEN PLANTER/GRATE/COVER AND ANY 

ADJACENT GRADE EXCEEDS 4 INCHES.

8. ALL DOORS SHALL HAVE CLEAR LEVEL AREAS ON BOTH SIDES OF DOORS W/MAX. 2% SLOPE IN ANY DIRECTION.  

CLEAR LEVEL AREA AT EXTERIOR DOOR FRONT APPROACH IN THE DIRECTION OF DOOR SWING SHALL BE MIN.  

60 INCHES X 60 INCHES, (INCLUDING MIN. 24 INCHES PASS DOOR STRIKE EDGE) FOR SINGLE DOOR, OR MINIMUM 

60 INCHES DEEP X DOUBLE-DOOR WIDTH FOR DOUBLE DOORS; AND MIN. 48 INCHES DEEP X 36 INCHES 

WIDE OPPOSITE DOOR SWING (PLUS MIN. 12 INCHES PASS DOOR STRIKE EDGE IF DOOR HAS BOTH LATCH AND 

CLOSER) FOR SINGLE DOOR, OR MIN 48 INCHES DEEP X DOUBLE-DOOR WIDTH FOR DOUBLE DOORS. 

9. CLEAR LEVEL AREA AT INTERIOR DOOR FRONT APPROACH IN THE DIRECTION OF DOOR SWING SHALL BE MIN. 

60 INCHES DEEP X 54 INCHES WIDE (INCLUDING MIN. 18 INCHES PASS DOOR STRIKE EDGE) FOR SINGLE DOOR, OR 

MIN 60 INCHES DEEP X DOUBLE-DOOR WIDTH FOR DOUBLE DOORS; AND MIN. 48 INCHES 

DEEP X 36 INCHES WIDE OPPOSITE DOOR SWING (PLUS MIN. 12 INCHES PASS DOOR STRIKE EDGE IF DOOR HAS BOTH 

LATCH AND CLOSER) FOR SINGLE DOOR, OR MIN 48 INCHES DEEP X DOUBLE-DOOR WIDTH FOR DOUBLE DOORS.

3.  THE OUTER CONCRETE APRONS OUTSIDE EACH VEHICLE OVERHEAD DOOR SHALL BE GRADED TO BE 5% MAXIMUM 

IN THE DIRECTION OF VEHICLE TRAVEL, AND 2% MAXIMUM IN CROSS SLOPE. SUCH OUTER CONCRETE APRONS SHALL 

NOT BE USED AS POT EXCEPT ANY POT MAY CROSS SUCH APRONS.

4
’
-
0

"

1
%

 S
L

O
P

E

1.  THE ARCHITECT HAS VERIFIED THAT THE ENTIRE SITE SHALL BE GRADED TO BE FULLY COMPLIANT WITH THE 

CODE ACCESSIBILITY REQUIREMENTS, INCLUDING THE MAXIMUM SLOPE IN ANY DIRECTIONS BEING 2%.  ANY SPECIFIC 

EXTERIOR PEDESTRIAN PATH OF TRAVEL (POT) WITHIN THE ENTIRE SITE NEEDS NOT TO BE IDENTIFIED. 

 

2. NEW PEDESTRIAN ENTRANCE GATE SHALL BE 36" MIN AND 48" MAX WIDE, WITH ACCESSIBLE HARDWARE NOT 

REQUIRING WRIST TO TIGHTLY GRASP /PINCH /TWIST, INSTALLED 34" MIN AND 44" MAX ABOVE FLOOR, AND 5 LBF 

MAX OPENING FORCE.

13. REFER TO STANDARD EXEMPTION DOCUMENT FOR APPLICABLE ELEMENTS AND EQUIPMENT EXEMPT FROM 

ACCESS COMPLIANCE.
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Dome dimensions are nominal, which may be within

 0.05" for dome spacing, and  0.02" for dome size.

Concrete walkway (where occurs).

See plans for width, layout (may vary),

finish, joints and elevations.

Accessible parking space signage. 

See Detail 1 on sheet A0-3.2.

1’ wide grooved border on level surface typ 

at ramp perimeter.  See Detail 3 on this sheet.

Accessible parking surface identification

painted on pavement.

See Detail 6 on sheet AO-3.2.

Van accessible signage.

See Detail 2 on sheet A0-3.2.

Access aisle shall be on passenger side only.

"NO PARKING" in min 12" high white letters 

to be placed within access aisle to curb ramp.

See Detail 7 on sheet AO-3.2.

Curb ramp. See Detail 4 on this sheet.

Also see plans for width and layout (may vary).

 Curb ramp. See Detail 5 on this sheet.

Also see plans for width and layout (may vary).
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4" wide white hatched lines to contrast with 

asphalt surface.  Use blue hatched lines for

light-color concrete surface.
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MAX 4" wide blue border designating

non-parking access aisle to curb ramp.

Detectable warning surface to extend full width 

and min 36" deep from front edge of sidewalk.
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4" wide white parking stall designation stripe.

See site plan(s) for additional stall striping.

See specifications for painting.

Level landing -2% max slope w/36" deep 

detectable warning surface adjoining access 

aisle or vehicular way.  See Detail 6 on this sheet.

Angle of parking stalls shall either match

the existing angle or be indicated on plans.

See plan for any variation of diagonal  parking.
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Maximum slope on parking stall

and access aisle to be 2%.
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See plans or elevations for locations.

See Detail 7 for text mounting heights.
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Install per Detail 5.
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Text may vary.

See plans or exterior elevations for sign 

locations and mounting heights.

For additional

information

see

For additional

information

see
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Refer to specifications for sign material and other color 

selection.  Except Detail 6, sign colors may vary from details.

Provide 18"x18" min clear floor space in front of 

and centered on the sign.

Tactile characters shall be uppercase san serif raised 

�" min with a width to height ratio between 3:5 and 1:1 

and a stroke width to height ratio between 1:5 and 1:10.
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Contracted braille: dots shall be 1/10" OC in each cell with 

2/10" space between cells measured from the second 

column of dots in the first cell to the first column of 

dots in the second cell.  Dots shall be raised a minimum

of 1/40" above the background.  Dots shall be domed 

or rounded.

See plans or ext elevations for locations.

See Detail 7 for text mounting heights.

For additional

information

see

For additional

information

see

For additional

information

see

For additional information

see 
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ACCESSIBILITY ACCESSIBILITY STANDARD DETAILS

A0-3.4

DETAILS

URINALWATER CLOSET

B

B

2
’
-
9

"
 T

O
 3

’
-
0

"

6" MAX

1�"

PLAN VIEW

SECTION A-A SECTION B-B

SHOWER STALL
1

LAVATORY

L

 

ELECTRIC WATER COOLER

2’-0"2’-0"

2’-6" 4’-4" 2’-6"

SIDE BAR

3’-6" MIN

1’-0"

REAR WALL

4

’

-

6

"

 

M

I

N

REAR BAR
3’-0" M

IN
PLAN VIEW

GRAB

BAR

GRAB BARS/ WATER CLOSET

2’-0"

1’-7"MIN 3’-0"2
EMERGENCY EYEWASH/SHOWER

2
’
-
3
"

3 4 5

6 7

No.

Exp.
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GRAB BAR ISOMETRIC

In lieu of grab bars, other types of wing walls may be used.

Dimensions at front elevation may vary - see plan. No scale unless otherwise noted

ACCESSIBLE

DRINKING

FOUNTAIN

STANDARD

DRINKING

FOUNTAIN

GRAB BAR

WATER CLOSET

FINISH SURFACE

GRAB

BAR

1.

2.

BUBBLER

SIDEFRONT

6" MAX FACE OF COOLER TO   OF BUBBLER AND

CONTROL, 5 LBF MAX TO ACTIVATE CONTROL

3" MAX IF ROUND OR OVAL BOWL

ACCESSIBLE

DRINKING

FOUNTAIN

BUBBLER

WALL

SURFACE

FINISH GRADE

1�" DIA GRAB BAR

If tank type toilet is used, top of rear bar

may be set to 3’-0" max above finish floor.

Side bar to remain as shown.

 

Grab bars to be 1 �" To 1 �" diameter with

clear space of 1 �" to smooth wall surface.

CONCEALED STRUCTURAL BACKING

SEE CBC SEC. 1115B.7.2 FOR STRUCTURAL 

STRENGTH

  OF BARS TO BE +2’-9" ABOVE

FINISH FLOOR (SEE NOTE 1)

OF CONTROL BUTTON/SENSOR

BACK WALL

5 LBF MAX TO ACTIVATE CONTROL

AT SRRA SITES PROVIDE PUSH BUTTON OR

INFRARED SENSOR AT WALL

1’-5" TO 1’-7" TO

TOP OF SEAT

OPTIONAL URINAL SHIELD

2’-6’’ WIDE x 4’-0’’ DEEP CLEAR

FLOOR AREA TO EXTEND

6" MAX BELOW URINAL

RIM TO PROJECT 

FROM WALL

1’-2" MIN

1’-5" MAX

5 LBF MAX TO ACTIVATE CONTROL

USE PUSH BUTTON OR INFRARED

SENSOR AT SRRA SITES

TOE CLEARANCE

5 LBF MAX TO ACTIVATE CONTROL

USE INFRARED SENSOR AT SRRA SITES

REMOVABLE ENCLOSURE 

IN LIEU OF PIPE INSULATION 

WHERE OCCURS

 

 

INSULATE HOT WATER SUPPLY

LINE AND DRAIN LINE

NO INSULATION AT SRRA SITES

WHERE HOT WATER IS NOT PROVIDED

FINISH 

SURFACE

CLEAR

FLOOR

SPACE

LINE OF PIPE OR

ENCLOSURE BELOW

WHERE OCCURS

CLEAR FLOOR SPACE TO

EXTEND 6’’ MAX INTO 

TOE CLEARANCE

Foot pedal may be added to operate equipmentOptional standard shower head may be added

to wall opposite shower seat.  Locate water

diverter per water control.

GRAB BAR

SHALL NOT

EXTEND

ABOVE

THE SEAT

CLEAR LEVEL

FLOOR SURFACE

FOLDING SEAT

DRAIN

+ 4’-0" MAX

TO TOP OF

MOUNTING BRACKET GRAB BAR

FLUSH

THRESHOLD

FOLDING

POSITION

FOLDING SEAT

DRAIN

GRAB BAR

OF WATER

CONTROL

5 LBF MAX TO ACTIVATE CONTROL

FIXED SHOWER HEAD AND

FLEXIBLE SHOWER SPRAY

HOSE - 5’-0" LONG MIN

C OF MOUNTING BRACKET

2% MAX

SLOPE

SHOWER HEAD

PULL HANDLE

EYEWASH

SINK

EYEWASH

BUBBLER
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4
’
-
0

"
 M

A
X

M
IN

2
’
-
1
0
"
 M

A
X

5
’
-
0
"
 C

L
E

A
R

 M
I
N

1 " MIN

1�" MAX

2’-3"

MAX

1’-7" MIN

2’-3" MAX

1
’
-
6

"

3
’
-
0

"
 M

A
X

4’-0" MIN

2
’
-
6

"
 M

I
N

1
’
-
6

"
 M

I
N

1’-7"

MAX

1’-5" MIN

8’’

MIN

2
’
-
3

"
 M

I
N

2
’
-
5

"
 M

I
N

2
’
-
1
0
’
’
 M

A
X

3
’
-
8
"
 M

A
X

3
’
-
8

"
 M

A
X

1
’
-
5

"
 M

A
X

1
’
-
6

’
’

1
’
-
0

’
’

M
IN

2
’
-
0

’
’

M
IN

MIN

MIN MIN

3
’
-
2
’
’
 M

I
N

 &
 3

’
-
7
"
 M

A
X

F
O

R
 S

T
D

 M
O

D
E

L

1’-6" MIN

1’-7" MAX

3
’
-
0
"
 M

A
X

2
’
-
3

"
 M

I
N

6
"

See Spec for fixture type

2’-6’’ MIN IF URINAL SHIELDS

ARE 2’-0’’ DEEP OR LESS

3’-0’’ MIN IF URINAL SHIELDS

MORE THAN 2’-0’’ DEEP 

TYP

2’-6" MIN 3’-0" MIN

A A
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A0-3.5

DETAILS

 

 

TELEPHONE
1 2

3

 

 

MIRROR

 

*
*

ACCESSORIES

ELECTRIC WATER COOLER AT ALCOVE 
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No scale unless otherwise noted

6" MAX FACE OF COOLER

TO   OF BUBBLER, 3" MAX IF

ROUND OR OVAL BOWL

6" MAX FACE OF COOLER

TO   OF CONTROL

5 LBF MAX TO ACTIVATE

CONTROL

BUBBLER OUTLET

BUBBLER OUTLET

CLEAR FLOOR SPACE

TO EXTEND 6’’ MAX 

INTO TOE CLEARANCE

FRONT APPROACH:

2’-6’’ WIDE x 4’-0’’ DEEP MIN

CLEAR FLOOR SPACE

3’-0’’ WIDE x 4’-0’’ DEEP MIN

IF ALCOVE DEPTH EXCEEDS 2’-0’’

NO SIDE APPROACH

 

1’-5’’ MIN DEEP 

TOE CLEARANCE

 

FINISH FLOOR

Fixture type may vary.

Width of alcove may vary.

Two fixtures with separate mounting heights may be installed at separate locations.

OPTIONAL

WINGWALL

FRONT APPROACH: 2’-6’’ MIN CLR

 3’-0" MIN CLR IF FACE OF PHONE

 TO WINGWALLS EXCEED 2’-0"

SIDE APPROACH: ANY WIDTH

OPTIONAL TOP REQUIRED AT

PEDESTAL TYPE AT SRRA SITES

2’-5" MIN PHONE CHORD

 

FRONT APPROACH:

 FACE OF PHONE TO SHELF - 1’-8" MAX

 FACE OF PHONE TO WINGWALLS - 2’-0" MAX

SIDE APPROACH:

 FACE OF PHONE TO

 WINGWALLS & SHELF - 10" MAX

FRONT APPROACH:

 2’-6" WIDE X 4’-0" DEEP MIN CLEAR 

 FLOOR SPACE (MAX OVERLAPPING 

 TO FACE OF PHONE)

SIDE APPROACH:

 4’-0" WIDE X 2’-6" DEEP MIN CLEAR

 FLOOR SPACE (NO OVERLAPPING 

 UNDER ENCLOSURE)

OPTIONAL PEDESTAL AT SRRA SITES

REFER TO MANUFACTURER DATA FOR FOOTING AND ANCHORAGE

OPTIONAL

SHELF

MANUAL FIRE

ALARM BOX

PAPER TOWEL

DISPENSER AND

WASTE RECEPTACLE

RECESSED SEAT COVER AND

TOILET TISSUE DISPENSER

DOUBLE-ROLL TOILET

TISSUE DISPENSER DOUBLE-ROLL TOILET

TISSUE DISPENSER W/

NAPKIN DISPOSAL

SEAT COVER DISPENSER

LOCATE ON SIDE WALL

ADJACENT TO WATER CLOSET

WALL MOUNTED

NAPKIN DISPOSAL

SOAP DISPENSER

HAND DRYER

GRAB BAR

WATER

CLOSET

1’-3" MIN TO TISSUE

DISPENSING EDGE

IF OVER 2’-3" 

MAX CABINET PROJECTION

SHALL BE 4"

U-PULL OR

TOUCH LATCH

FIRE EXTINGUISHER

HANDLE

FIRE

EXTINGUISHER

CABINET

BOTTOM OF REFLECTIVE

SURFACE AT 3’-4" MAX

 

DRESSING ROOM BENCH

2’-0" D x 4’-0" L

FIXED TO WALL

CLOTHING HOOK

 

LIGHT SWITCH AND

HVAC CONTROLS

ELECTRICAL AND

COMMUNICATION

RECEPTACLESROLL

1’-0" MAX

3’-0" MAX
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2’-8" MIN IF ALCOVE DEPTH IS 2’-0" OR LESS

3’-0’’ MIN IF ALCOVE DEPTH EXCEEDS 2’-0’’
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X X

EXIT ACCESS TRAVEL DISTANCE (CBC TABLE 1016.1)

PROVIDED:

44" MIN CORRIDOR WIDTH OCCUPANT LOAD > 10

36" MIN CLEARANCE OCCUPANT LOAD < 10

OCCUPANCY TYPES:

FIRE SPRINKLED ALL

NFPA 13 SPRINKLER SYSTEM

(NON RATED STRUCTURE- MIXED USE)

HAZARDOUS MATERIALS

ROOF COVERING CBC TABLE 1505.1)

FIRE EXTINGUISHERS: B OCCUPANCIES  2A-10B:C

B  (CBC SECTION 304.1) 

S-1  (CBC SECTION 31 1.2)

SECURITY ALARM SYSTEM: DOOR CONTACT & MOTION SENSORS, 

CARD ACCESS SYSTEM

FIRE SUPPRESSION SYSTEM:

 (CBC SECTION 903.3.1.1)

BUILDING CONSTRUCTION TYPE:

 (CBC SECTION 602)

TOTAL BUILDING SF:

ALLOWABLE MAXIMUM HEIGHT:  40 FT.

36" DOORS WITH 32" MIN CLEAR OPENINGS

(CBC SECTION 1008)

EGRESS WIDTH

(CBC SECTIONS 1008, 1015, AND 1017)

AUDIBLE AND VISUAL NOTIFICATION

MANUAL FIRE ALARM BOXES

SUPERVISORY MONITORING

SMOKE AND HEAT DETECTION

MIN CORRIDOR WIDTH PROVIDED IS 66"

BUILDING OCCUPANCY

BUILDING HEIGHT

PROPERTY LINES

NO SEPARATION REQUIRED BETWEEN

B, S-1, AND F-1  OCCUPANCIES B OCCUPANCY- 300’ MAXIMUM (SPRINKLER)

F-1 OCCUPANCY- 250’ MAXIMUM (SPRINKLER)

S-1 OCCUPANCY- 250’ MAXIMUM (SPRINKLER)

B, F-1, AND S-1  OCCUPANCIES- 2 MIN REQUIRED

7160 24845

0

0

OCCUPANCY

TYPEFUNCTION

BBUSINESS AREA

F1FABRICATION

S1STORAGE

TOTALS

B BF1 S1

S1

S1

S1

F1

F1

S1

F1

0 10291

0 21397

7160 56533

OCCUPANCY 1ST FL 2ND FL

TYPEFUNCTION

BBUSINESS AREA

F1FABRICATION

S1STORAGE

16752

2139721397

13891

1ST & 2ND

FLOOR

484404044013891

1ST 

FLOOR

2ND

FLOOR

0

0

87526731

1ST & 2ND

FLOOR

1ST 

FLOOR

2ND FL

8093

0

0

8093

0

0

6731

AREA TOTALS PER OCCUPANCY TYPE (SQ. FT.)

B

CALIFORNIA BUILDING CODE 2010

CALIFORNIA MECHANICAL CODE 2010

CALIFORNIA PLUMBING CODE 2010

CALIFORNIA ELECTRICAL CODE 2010

CALIFORNIA ENERGY CODE 2010

CALIFORNIA FIRE CODE 2010

TYPE II-B

F-1  (CBC SECTION 306.2)

STORAGE ROOMS, ELECTRICAL AND MECHANICAL

EQUIPMENT ROOMS, RECYCLED STORAGE ROOMS,

 ETC. (REFER TO SHEET #0-4.3)

CONFERENCE ROOMS, TRAINING ROOMS, 

CREW ROOMS, ETC.

(REFER TO SHEET #0-4.3)

TYPE II-B CONSTRUCTION REQUIRES MIN 

ROOF COVERING CLASSIFICATION OF CLASS C

ACTUAL BUILDING HEIGHT:  32 FT.

PORTION OF WALL PERIMETER OPEN 30’ OR MORE FROM PROPERTY LINE

ALLOWABLE AREA AND SPRINKLER INCREASE

ACTUAL AREA  B

ALLOWABLE AREA B

ACTUAL AREA  S1

ALLOWABLE AREA S1

ACTUAL AREA  F1

ALLOWABLE AREA F1
+ + <= 1

+ + <= 1

NORTH 560

EAST 140

SOUTH 560

WEST 140

TOTAL WALL PERIMETER>30’ (F)  =1400

TOTAL BUILDING PERIMETER (P) =1580

SPRINKLER INCREASE FOR BUILDING GREATER THAN 1 STORY= 200%

(PER CBC SECTION 506.3)

1400

1580
-0.25  X   

30

30[    ] = 0.64

B= 23000 + 23000 X 0.64[         ] +{                     }23000 X 2[       ] = 83630

17500 + 17500 X 0.64[         ] +{                     }17500 X 2[       ] = 63631

15500 + 15500 X 0.64[         ] +{                     }15500 X 2[       ] = 56359

S1=

F1=

24845

83630

10291

56359

+ +0.30 0.32 0.20 = 0.82

56423

ACTUAL STORIES:  2

S1

FRONTAGE INCREASE 30 FT YARDS MINIMUM (CBC SECTION 506.2)

CODE CODE ANALYSIS 1
A0-4.1

3
2

’
-
6

"

2
8
’
-
2
"

BUILDING 1A

2ND FLOOR

BUILDING 1A

1ST FLOOR

BUILDING 1B

S-1 OCCUPANCIES 4A-40B:C

F-1 OCCUPANCIES 4A-40B-C

 (CFC SECTION 906)

CORRIDOR FIRE RESISTIVE RATING

(CBC TABLE 1018.1)

CORRIDOR MAXIMUM OCCUPANT LOAD = 81 > 30

0 HOURS REQUIRED RESISTANCE RATING (SPRINKLERED)

MINIMUM NUMBER OF EXITS FOR OCCUPANT LOAD

(CBC TABLE 1021.1)

BUILDING 1A FIRST FLOOR    3 EXITS 

BUILDING 1A SECOND FLOOR  2 EXITS

BUILDING 1B     5+ EXITS

REQUIRED SEPARATION OF OCCUPANCIES CBC TABLE 508.4

MAXIMUM CORRIDOR OCCUPANT LOAD = 81

FIRE ALARM SYSTEM:

 (CBC SECTION 903 AND 907)

 (CBC SECTION 907.4.2)

 (CBC SECTION 903.4.1)

MATERIALS STORED WITHIN THE SFOBB MAINTENANCE COMPLEX

EXCEEDING THE LIMITS SET FORTH IN CBC TABLE 307.1(1)

WILL NOT BE STORED IN BUILDINGS 1A, 1B, 2, 3, OR 4. 

ALL  HAZARDOUS MATERIALS IN EXCESS OF THE LIMIT 

WILL BE STORED IN THE HAZARDOUS MATERIALS STORAGE BINS.

EGRESS WIDTH PER OCCUPANT SERVED (CBC SECTION 1005.1)

81 x 0.3= 25" <MIN REQUIREMENT OF 44" WIDTH

ACCESSORY OCCUPANCIES (CBC SECTION 508.2)

INCIDENTAL ACCESSORY OCCUPANCY (CBC TABLE 508.2.5)

0 HOURS REQUIRED RESISTANCE RATED SEPARATION

 (SPRINKLERED)

AGGREGATE ACCESSORY OCCUPANCY=4830 SF

EQUAL TO 9.1% OF TOTAL BUILDING AREA.

(NOT EXCEEDING THE AREA LIMITATION OF 10%)

INCIDENTAL ACCESSORY AREAS SHALL BE CONSTRUCTED 

TO RESIST THE PASSAGE OFSMOKE PER CBC SECTION 508.2.5.2 

BUILDING

  1A

BUILDING

   1B

BUILDING

1A AND 1B COMBINED

1A 1B

BURMA ROAD

8
4

’
-
0
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ROOM NAME

ROOM

NUMBER

OCCUPANT

LOAD

FACTOR

ROOM

NUMBER OF

OCCUPANTS

100
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100

100

100

100

100

300

2

ROOM NAME

ROOM

NUMBER B S-1

OCCUPANT

LOAD

FACTOR
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NUMBER OF

OCCUPANTS
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300

100

2

TOTAL AREA BY OCCUPANCY (SF) 

TOTAL OCCUPANTS PER CODE 

OCCUPANCY GROUPS

(SQUARE FEET)

B S-1

OCCUPANCY GROUPS
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STRUCTURE CODE ANALYSIS

EXIT ACCESS TRAVEL DISTANCE (CBC TABLE 1016.1)

MINIMUM NUMBER OF EXITS FOR OCCUPANT LOAD

(CBC TABLE 1019.1)

PROVIDED:

OCCUPANCY TYPES:

HAZARDOUS MATERIALS

ROOF COVERING CBC TABLE 1505.1)

FIRE EXTINGUISHERS:

4A-40B:C

S-1  (CBC SECTION 31 1.2)

SECURITY ALARM SYSTEM:

FIRE SUPPRESSION SYSTEM:

 (CBC SECTION 903.3.1.1)

 (CFC SECTION 906)

BUILDING CONSTRUCTION TYPE:

 (CBC SECTION 602)

TOTAL BUILDING SF:

ALLOWABLE MAXIMUM HEIGHT:  40 FT.

FIRE ALARM SYSTEM:

 (CBC SECTION 903 AND 907)

 (CBC SECTION 907.3)

 (CBC SECTION 903.4.1)

AUDIBLE AND VISUAL NOTIFICATION

MANUAL FIRE ALARM BOXES

SUPERVISORY MONITORING

SMOKE AND HEAT DETECTION

NFPA 72 2002 EDITION

APPLICABLE CODE:

NFPA 13 2002 EDITION

BUILDING OCCUPANCY

BUILDING HEIGHT

MATERIALS STORED WITHIN THE SFOBB MAINTENANCE COMPLEX

EXCEEDING THE LIMITS SET FORTH IN CBC TABLE 307.1(1)

WILL BE STORED IN THE HAZARDOUS MATERIALS BUILDING

OCCUPANCY

TYPEFUNCTION

STORAGE

OCCUPANCY

TYPEFUNCTION

STORAGE

AREA TOTALS PER OCCUPANCY TYPE (SQ. FT.)

CALIFORNIA BUILDING CODE 2010

CALIFORNIA MECHANICAL CODE 2010

CALIFORNIA PLUMBING CODE 2010

CALIFORNIA ELECTRICAL CODE 2010

CALIFORNIA ENERGY CODE 2010

CALIFORNIA FIRE CODE 2010

TYPE II-B

TYPE II-B CONSTRUCTION REQUIRES MIN 

ROOF COVERING CLASSIFICATION OF CLASS C

ACTUAL STORIES:  1

CODE CODE ANALYSIS 2
A0-4.4

BUILDING 2

FUEL ISLAND

BUILDING 3

WASH RACK

BUILDING 4

FUEL LOG 

WASH EQUIP

S1 S1 S1

(NON RATED STRUCTURE)

NONE

BUILDING

  2

BUILDING

   4

BUILDING

   3

S1 S1 S1

2280 3765 220

BUILDING

2, 3, AND 4 COMBINED TOTAL

6265

S-1 OCCUPANCY- 200’ MAXIMUM (NON-SPRINKLER)

OCCUPANCY SEPARATION CBC TABLE 508.4

NO OCCUPANCY SEPARATION

S-1  OCCUPANCIES- 2 MIN REQUIRED

NONE PROVIDED

6265 (COMBINED AREA)

FUEL-WASH

BUILDING

FUEL ISLANDWASH RACK

1
1
’-

4
’’

1
7

’-
1

0
’’

ACTUAL BUILDING HEIGHT:  20.75 FT.

PER CBC SECTION 705.3 EXCEPTION,

ALL THREE BUILDINGS ARE CONSIDERED AS PORTIONS OF ONE BUILDING.

2010  EDITION OF ADA STANDARDS
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A0-5.0
EXTERIOR FINISH SCHEDULEALL BUILDINGS

ITEM FINISH NOTES

FINISH & COLOR SCHEDULE:  EXTERIOR

ITEM FINISH NOTES

FINISH & COLOR SCHEDULE:  EXTERIOR

BUILDING 1A AND 1B

1

CANOPY PANEL AND SOFFIT

CANOPY COLUMN COVER LIGHT GRAY

EXPOSED HSS COLUMN PAINT SEMI-GLOSS

FUEL DISPENSER

CARD READER

ABOVE GROUND TANK

1
1

CANOPY PANEL AND SOFFIT

CANOPY COLUMN COVER LIGHT GRAY

1.

 

NOTES, EXTERIOR

EMBOSSED

EMBOSSED

EMBOSSED

EMBOSSED

CORRUGATED & EMBOSSED

INSULATED METAL

PANEL COLOR 1

INSULATED METAL

PANEL COLOR 2

INSULATED METAL

PANEL COLOR 3

INSULATED METAL

PANEL COLOR 4

INSULATED METAL

PANEL COLOR 5

LIGHT GRAY

SLATE GRAY

METALLIC BLUE

SLATE GRAY

-
CAST-IN-PLACE

CONCRETE WALLS
NO ADDED COLORSEALED

METAL WALLS AND

FRAMING
CORRUGATED

METAL ROOFING

AND FRAMING
CORRUGATED

--

ALUMINUMCOPING - -

-

-
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VIEW INTERIOR ELEVATIONS FOR ADDITIONAL ROOM

DETAILS NOT SHOWN IN THE FINISH SCHEDULE.
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A0-5.5
FINISH SCHEDULE 5

BOTTOM 2 ROWS OF 

TILE ARE EQUAL TO BASE, 

SEE "B 2"

4
’
-
6

’
’

FIELD

UPPER BAND, MADE UP OF:

4 ACCENT COLOR #1  IN A ROW, 

THEN 1 ACCENT COLOR #2, 

PLUS ONE TILE OF ACCENT 

COLOR #1  IN ROW BELOW

ACCENT 2 TILE

ALIGN WITH ACCENT #2

CONTINUE FIELD COLOR ABOVE 

UPPER BAND TO HT SHOWN

6
’
-
0
’
’

GYPSUM BOARD ABOVE

BLDG 1A AND 1B

NOT TO SCALE
A

CERAMIC WALL TILE PATTERNS
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INTERIOR SCHEDULE NOTES

NOTES

FINISH & COLOR SCHEDULE: 

INTERIOR ITEMS

WHITE

STAINLESS STEEL

ALMOND BISQUE

WHITE

WHITE

WHITE

CLEAR

WHITE

STD MFR 

COLOR PALETTE

STD MFR 

COLOR PALETTE

COLOR 

DESCRIPTION

RAIN

SHADOW

QUIET 

HIDEAWAY

VILLAGE 

BLUE

RAIN 

SHADOW

RAIN 

SHADOW

WHITE

STD MFR 

COLOR PALETTE

STAINLESS STEEL

1
1

--

--

--

MFR

--

16251

16251

16251

36650

15177

--

--

--

--

--

--

--

MFR

FEDERAL 

COLOR #
FINISH

PAINT GLOSS

PAINT GLOSS

--

MFR FINISH

MRF FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

MFR FINISH

PAINT 

SEMI-GLOSS

PAINT 

SEMI-GLOSS

MFR FINISH

ITEM

LOCKERS

DOORS

BLINDS

LADDER

SHOWER STALL

TOILET

URINAL

LAVATORY

INTERIOR 

WDW FRAME

INTERIOR 

GLAZING

SKYLIGHT 

INNER CURB

LOCKER 

BENCH

DOOR 

FRAMES

STAIR RAILINGS 

AND GUARD

TOILET 

ACCESSORIES

ELECTRIC 

WATER COOLER

FOLDING 

PARTITION

ROLLER SHADES

FINISHES

WALL CORNER GUARDS

CG 1 USE CORNER GUARDS, WHERE SHOWN 

ON INTERIOR ELEVATIONS:

SURFACE MOUNTED, 2" WIDE, 

7’-6" HIGH, USE TOP CAPS:

COLOR TO BE # 26132, CHARCOAL.

FINISHES
CONTINUED

GENERAL FINISH NOTES

1.

2.

3.

4. CARPET TO BE 24 INCH SQ TILES OF NYLON TEXTURED LOOP,�" HEIGHT, WITH FLAME RESISTANCE CLASS 1 ASTM E-648. 

FLOOR

F 1 

F 2

F 3

F 4

  

F 5

F 6

F7

CONCRETE W/ HARDENER AND EPOXY SEALER.

CONCRETE W/ HARDENER AND SEALER.

PORCELAIN CERAMIC TILE (NOTE 2 ABOVE),  COLOR TO BE # 30227 

(MINGLED WITH 30145), RUST.  USE GROUT G 1.

RUBBER (SEE NOTE 3 ABOVE), COLOR TO BE  

# 36280 (WITH FLECKS OF 36521 AND 26132),GRANITE GRAY.

RUBBER (SEE NOTE 3 ABOVE), COLOR TO BE 

# 35190 (WITH FLECKS OF 35052 AND 36521), BALANCED BLUE.   

CARPET (SEE NOTE 4 ABOVE), COLORS # 35109 (40%), (WITH 15% 

EA OF 35052, 30111, 16251, 16515), MEDITERRANEAN BLUE. 

CONC W/ ELECROSTATIC DISCHARGE EPOXY FLOOR COATING, COLOR

TO BE # 16251, SLATE GRAY

BASE

B 1 

B 2

  

B 3

B4

RESILIENT COVE BASE, 4" HIGH;

COLOR TO BE # 26132, ESPRESSO.

COVED PORCELAIN CERAMIC TILE, (NOTE 2 ABOVE);

COLOR TO BE #, 16251 (MINGLED WITH 26132), 

CHARCOAL. USE GROUT G 1.

NONE CONDITION:  

CONDITION A:  RUBBER FLOORING TO HAVE CLEAN 

STRAIGHT LINE TIGHT AGAINST CURTAIN WALL.  

CONDITION B:  CARPET TO HAVE HEMMED EDGE TIGHT 

AGAINST CURTAIN WALL SYSTEM. 

CONDITION C:  NO ADDED FINISH AGAINST CURTAIN

WALL SYSTEM.

CONDITION D:  STANDARD SILL PER ELEVATOR MFR.

CONDITION E:  AGAINST CAST-IN-PLACE CONC WALL

ON EXT WALL WHERE OCCURS

CONDITION F:  AT WIRE PARTITION

RESILIENT COVE BASE, 4" HIGH;

COLOR TO BE # 15177, BLUE BONNET. 

EPOXY GROUT SYSTEM, 

COLOR TO BE # 16251, SLATE GRAY.

G 1

GROUT

CEILING

C 1 

C 2

C 3

C 4

C5

C6

C7

FINISHES
CONTINUED

MISCELLANEOUS:  GENERAL

M 1 

M 2

M 3

M 4

M 5

EXPOSED STRUCTURAL STEEL 

CHEVRON BRACES, POSTS,  

AND BEAMS:  PAINT PER 

SPECIFICATIONS, 

COLOR # 15109, GLOBAL WATERS.

EXPOSED MECH & ELECT 

ITEMS (INCLUDING EXPOSED 

ELECT CONDUITS AND 

JUNCTION BOXES)

TO BE PAINTED PER 

SPECIFICATIONS: 

COLOR # 24554, SPIDERS WEB.

LAY-IN LED FIXTURES, 

WHITE FINISH

PENDANT FIXTURES (AND 

WALL-MOUNTED FIXTURES

IN SAME ROOM), WHITE FINISH  

MOVING PARTS OF OVERHEAD 

CRANE: PAINT PER

SPECIFICATIONS, 

COLOR # 13578, 

BLAZING STAR. (UNLESS 

MANUFACTURER PREFINISH 

IS A SAFETY ALERT COLOR; 

DECISION PER ENGINEER.)

PLAM FOR RESTROOM SINK COUNTER, 

MATTE FINISH: COLOR # 30233 

(WITH 30% BLOTCHES OF 30227), 

SIENNA TERRA.

PLAM FOR KITCHEN/ BREAKROOM 

CASEWORK, 4 IDENTICAL: 

SEE SHTS A6-15.1, MATTE FINISH:

COLOR # 36440 (WITH 20% SPOTS 

OF 36280), LAVA SPA.

USE CASEWORK EDGE "E 1" 

WHERE SHOWN ON CASEWORK SHT.

P 1

P 2

MISCELLANEOUS:  PLASTIC LAMINATES

COLORS NUMBERS LISTED BELOW ARE FEDERAL COLOR NUMBERS.   SOME ITEMS HAVE SEVERAL COLORS  

WORKING TOGETHER.   COLOR NAMES ARE DESCRIPTIVE NAMES TO BE HELPFUL TO THE CONTRACTOR.

ALL CERAMIC TILES, 3 INCH SQUARE, LISTED IN SCHEDULE ARE THROUGHBODY COLOR TILE, WITH COLOR CONSISTENT THROUGHOUT EA TILE.

TILES ARE TO BE UNPOLISHED MATTE, NON-GLAZED, WITH SELF SHEEN, WHEREIN SURFACE TILE CELLS ARE FUSED FOR PERMANENT FINISH.

RUBBER FLOORING TO BE SIMPLY SMOOTH PROFILE, WITH FLECKED COLOR DESIGN TO MEET FIRM, STABLE, SLIP RESISTANT 

REQUIREMENTS.  RUBBER FLOORING TILES TO BE 18 OR 36 NOMINAL INCH SQUARE TILES, THICKNESS � INCH.

WALLS

W 1

W 2

PORCELAIN CERAMIC TILES (SEE NOTE 2 ABOVE): 

- SEE TYP ELEVATION PATTERN DETAIL A ON THIS SHEET:

FIELD COLOR # 16515 (MINGLED WITH 36440) LIGHT GRAY;

UPPER ACCENT COLOR #1 TO BE # 30227 (MINGLED WITH 30145) RUST;

UPPER ACCENT COLOR #2 TO BE # 16251 (MINGLED WITH 26132), CHARCOAL.

USE GROUT G 1.

USE WALL CORNER GUARDS "CG 1" WHERE SHOWN ON INTERIOR ELEV.

GYPSUM BOARD ABOVE CERAMIC TILE, PAINTED # 36650, QUIET HIDEAWAY.

IN ROOM 114, GYP BD, WHERE SHOWN, UP TO HT ON INTERIOR ELEVATION.

ON EXT WALLS WHERE CAST-IN-PLACE LOW WALL OCCURS, 

WITH GYP BD ABOVE, PAINT LOW CONC WALL SAME AS GYP BD.

�" THICK GYPSUM BOARD, PAINTED, COLOR # 36650, QUIET HIDEAWAY. 

W 3 PLYWOOD PANELS TO 8 FT HEIGHT ON ENTIRE WALL, �" THICK, 

PAINTED.  MUD SCREW HOLES AND PANEL JOINTS AS NECESSARY 

PRIOR TO PAINTING; PAINT COLOR # 36280, OMINOUS.  

ABOVE PLYWOOD, FINISH ENCLOSING ROOM WITH GYPSUM BOARD,

PAINTED, COLOR # 36650, QUIET HIDEAWAY.

W 4 PLYWOOD PANELS TO 8 FT HEIGHT ON ENTIRE WALL, �" THICK, 

PAINTED.  MUD SCREW HOLES AND PANEL JOINTS AS NECESSARY 

ABOVE PLYWOOD, FINISH ENCLOSING ROOM WITH GYPSUM BOARD,

PRIOR TO PAINTING; PAINT COLOR # 36440, ZEPPELIN.  

PAINTED, COLOR # 36650, QUIET HIDEAWAY

W 5 PLYWOOD PANELS TO 4 FT HEIGHT ON ENTIRE WALL, �" THICK, 

PAINTED.  MUD SCREW HOLES AND PANEL JOINTS AS NECESSARY 

ABOVE PLYWOOD, FINISH ENCLOSING ROOM WITH GYPSUM BOARD,

USE WALL CORNER GUARDS "CG 1" WHERE SHOWN ON INTERIOR ELEV.

PRIOR TO PAINTING; PAINT COLOR # 15177, VILLAGE BLUE.  

W 6 FIBER REINFORCED PANELS (FRP), SMOOTH GLOSS FINISH,

WHERE SHOWN ON INTERIOR ELEVATIONS, OVER GYPSUM BOARD "W 2"

FRP COLOR TO BE # 16515, PEARL GRAY.

W7

NOTE:  NOT INTENDED TO BE A RATED WALL CONDITION.

FIRE-RETARDANT-TREATED PLYWOOD BOARD, �" THICK,  

FULL HT OF WALL, OVER FULL WALL HT GYPSUM BOARD.  

MUD SCREW HOLES AND PLYWOOD PANEL JOINTS PRIOR TO PAINTING.  

PAINT PLYWOOD COLOR # 10371, DEEP OCHRE.  

W8 UPGRADE DESIGN:  FULL HEIGHT PLASTIC LAMINATED PANELS,

HORIZONTAL PANEL LAYOUT ON CAB WALLS; STAINLESS STEEL DOOR 

HONED FINISH:  COLOR # 36521 (50%) (WITH 25% EA 10324 AND 36440 

BLOTCHY MIX), AUBURN INDIAN SLATE.

W9 TILE (SEE NOTE 2 ABOVE) PORTION OF BACK WALL BETWEEN UPPER 

AND LOWER CABINETS: COLOR # 16515 (MINGLED WITH 36440), LIGHT GRAY.

USE GROUT G1. 

W10 WIRE PARTITION FENCE AND GATE FOR SECURED STORAGE

W11 ON EXT WALLS WHERE CAST-IN-PLACE LOW WALL OCCURS, USE W2

WALL TYPE PLYWOOD OVER CONC, FULL HT IN ROOM, PAINT PER W2. 

INSULATED PANEL USED FOR ALL EXTERIOR SOFFITS, 

COLOR # 16515, LIGHT GRAY, 

SEE SHT A0-5.0 FOR MORE INFO.

SUSPENDED ACOUSTIC CEILING, 2’-0" x 4’-0":

TEXTURE TO BE FINE, DURABLE; EDGE CUT TO BE STD;

CLG TO HAVE .70 NRC SOUND AND .38 CRC RATING.

SUSPENSION SYSTEM TO BE HEAVY DUTY STD 1" PROFILE;

COLOR OF BOTH TO BE # 36650, WHITE.

GYPSUM BOARD, PAINT COLOR # 36650, QUIET HIDEAWAY.

EXPOSED DECKING, INCLUDE ROOF TRUSSES AND

OTHER MINOR EXPOSED UTILITY ITEMS:  

PAINT, COLOR  # 24554 SPIDER’S WEB.

MAJOR STEEL STRUCTURE TO BE PAINTED 

PER MISCELLANEOUS "M 1".

STANDARD DESIGN ELEVATOR CEILING W/ REQD LIGHTING

SUSPENDED CEILING, 2’ x 2’, PANELS TO BE MAPLE,

NATURAL FINISH WITH ROUND PERFORMATIONS SET

IN STRAIGHT LINE PATTERN, HOLES �"  DIA.

CEILING ACCESSORIES INCLUDE:  BORDER CLIP,

VECTOR SEISMIC HOLD-DOWN CLIP, STABILIZER BAR,

AS RECOMMENDED BY MANUFACTURER.  

NOTE:  IN NORTH AND SOUTH STAIRS, BOTH FLOORS, 

CEILINGS SHOWN ON PLANS WILL NOT TOUCH WALLS.  

PROVIDE CEILINGS PER PLANS.

SUSPENDED ACOUSTIC CEILING, 2’-0" x 4’-0":

TEXTURE TO BE FINE, DURABLE, AND HEAVY DUTY

IMPACT RESISTANCE, AND ANTI-MICROBIAL TREATMENT

ON FACE AND BACK FOR ANTI-MOLD; EDGE CUT TO BE STD;

CLG TO HAVE .70 NRC SOUND AND .38 CRC RATING.

SUSPENSION SYSTEM TO BE HEAVY DUTY STD 1" PROFILE;

COLOR OF BOTH TO BE # 36650, WHITE.
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PAINTED, COLOR #A0158 "QUIET HIDEAWAY".

1.  SEE INTERIOR ELEVATION SHEETS FOR WINDOW BLIND LOCATIONS AND SIZES.
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1.   PRESSED METAL FRAME (PMF) IS EQUIVALENT TO COLD-FORMED STEEL (CFS).
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(2010 CBC SECTIONS 715.4.8 AND 715.4.8.1).
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DOOR AWNING F

OH DOOR
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DOOR AWNING A

OH DOOR
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DOOR AWNING B

WORKSTATION

ROOF HATCH OR CEILING ACCESS PANEL
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E E

D

EVAPORATION COOLERS 

- SEE MECH DWG FOR ADDL INFO

AF
AUTOMATIC FLUSH JUNCTION BOX ABOVE

CLG - SEE ELEC DWGS FOR ADDL INFO

EC

- SEE ELEC DWGS FOR ADDL INFO

OVERHEAD DOOR OPERATOR 

S WALL OR CEILING MOUNTED LIGHT FIXTURE   

- SEE ELEC DWGS FOR ADDL INFO

- SEE ELEC DWGS FOR ADDL INFO

EXTERIOR SOFFIT MOUNTED LIGHT FIXTURE   

LIRH (INFRARED RADIANT HEATER)

DENOTES THE CENTER OF THE ROOM
SPECIAL SUPPLY AIR DIFFUSER 

- SEE MECH DWGS FOR ADDL INFO

SET WITH WOOD CLG PANEL

SUSPENDED FROM STRUCTURE ABOVE

24" X 48" SUSPENDED LED FIXTURE 

SUSPENDED FROM STRUCTURE ABOVE

12" X 48" SUSPENDED LED FIXTURE 

OR WALL MOUNTED ON WALLS 

12" x 48" LED LIGHT FIXTURE

SURFACE MOUNTED ON GYP BD CLG

- SEE ELEC DWGS FOR ADDL INFO 

RECESSED LED DOWNLIGHT FIXTURE 

SUPPLY AIR DIFFUSER 

- SEE MECH DWGS FOR ADDL INFO

QUADRANT INDICATES DIRECTIONAL ARROW

SELF-LUMINOUS EMER EXIT LIGHT - DARK

WALL MOUNTED OR CEILING HUNG 

RETURN AIR REGISTER  

- SEE MECH DWGS FOR ADDL INFO

FOR ADDITIONAL INFORMATION

HEAT DETECTOR - REFER TO ELEC DWGH

EXHAUST AIR GRILL - REFER TO 

- SEE MECH DWGS FOR ADDL INFO

EXHAUST FAN - REFER TO MECHANICAL 

DRAWINGS FOR ADDITIONAL INFORMATION
EF

MECH DRAWINGS FOR ADDITIONAL INFORMATION

DECLASSIFICATION EXHAUST FAN - REFER TO
DF

TUBE SKYLIGHT, SEE A1-4 FOR ADDL INFO

SKYLIGHT - SEE A1-4 FOR

DIMENSIONS AND ADDL INFO

S
SMOKE DETECTOR - REFER TO ELEC DWG

FOR ADDITIONAL INFORMATION

SPECIAL RETURN AIR REGISTER  

SET ABOVE WOOD CLG PANEL 

- SEE MECH DWGS FOR ADDL INFO

CEILING PANELS SET IN SUSPENDED 

METAL T-BAR GRIDS

PANELS SET IN SUSPENDED METAL T-BAR 

GRIDS

24" X 48" LAY-IN ACOUSTICAL CEILING

METAL STUD FRAMING LAY-OUT

METAL STUDS - SEE STRUC DWG FOR

ROOF FRAMING - SEE STRUC DWG FOR

FRAMING LAY-OUT

NOTE:  FOR ROOMS WITH NO CEILING

PATTERN SHOWN, SEE FINISH SCHEDULE

FOR CEILING TYPE LISTED PER ROOM.

FOR GYPSUM BOARD CEILING ATTACHED TO 

FOR EXPOSED METAL DECKING AND METAL

24" x 48" RECESSED LED LIGHT FIXTURE

- SEE ELEC DWGS FOR ADDL INFO

24" x 24" RECESSED LED LIGHT FIXTURE 
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24" X 24" LAY-IN ACOUSTICAL WOOD
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- SEE MECH & ELEC DWGS FOR ADDL INFO

NOTE:     DOOR AWNINGS

   SEE SHEET A6-3.6

NOTES:

1. LIGHT FIXTURES AND AIR REGISTERS LOCATED IN ROOMS

WITH GYPSOM BOARD OR EXPOSED METAL DECK CEILINGS 

SHALL:

A) BE SPACED EQUALLY FROM WALLS LINEARLY ALIGNED 

WITH EACH OTHER.

B) BE LOCATED IN THE CENTER OF THE ROOM WHEN

ONLY A SINGLE LIGHT FIXTURE OCCURS.

2. EXACT LOCATION OF CEILING LIGHT FIXTURE AND AIR

REGISTER SHALL BE DETERMINED BY THE ENGINEER.
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