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1  INSTALL STATE-FURNISHED MODEL 2070 CONTROLLER ASSEMBLY.

   INSTALL BBS EXTERNAL CABINET, BATTERIES AND STATE-FURNISHED BBS

   COMPONENTS. THE EXACT LOCATION OF CABINET WILL BE DETERMINED 

   BY THE ENGINEER.
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2  INSTALL 120/240 V TYPE III-CF SERVICE EQUIPMENT ENCLOSURE WITH:
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1-100A, 240V MAIN CIRCUIT BREAKER

1-30 A, 120 V, 1P, CB- RAMP METERING
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1-20 A, 120 V, 1P, CB- TELEPHONE DEMARCATION 

1-15 A, 120 V, 1P, CB- PEC
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1-100A, 240V MAIN CIRCUIT BREAKER

1-50 A, 120 V, 1P, CB- TRAFFIC SIGNAL

1-30 A, 240 V, 2P, CB- SAFETY LIGHTING
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3  2"C,  RAMP METERING(2#12), 

   Fwy LIGHTING (2#8),TDC (2#12).

 

    

AND CONDUCTOR SCHEDULE, AND BICYCLE

LOOP DETECTOR DETAILS SEE SHEET E-3.

2"C, 2#6 (CONTROLLER),

 2#10 (LIGHTING), 1#8(G)

3"C, MT, CONDUCTORS BY UTILITY COMPANY

2"C, 4DLC,1#8(G)

2"C, 2DLC,1#8(G)

2"C, 2DLC, 1#8(G)

2"C, 2DLC, 

1#8(G)

2"C, 4DLC, 

1#8(G)

2"C, 5DLC, 

1#8(G)

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

2. FOR POLE AND EQUIPMENT SCHEDULE, CONDUIT2
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NOTES:

 

WINDING DETAIL

SAWCUT DETAIL

TYPE D LOOP DETECTOR CONFIGURATION

See

Note 1

See

Note 1
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SLOT DETAILS - TYPE 2 LOOP CONDUCTOR

3.  Install 5 turns for all Type D loops.
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2.  Use section Z-Z instead of A-A in ES-5A for Type D loop detector.

TYPICAL LOOP DETAIL LOOP CONNECTION LOOP CONNECTION

SECTION Z-Z (FOR TYPE D LOOP DETECTOR)

1.  Round corners of acute angle sawcuts to prevent damage to conductors.
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