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REVISED BY
DATE REVISED
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DESIGNED BY
CHECKED BY
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1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

2. LOCATIONS OF UTILITY FACILITIES SHOWN ON THESE PLANS ARE
APPROXIMATE AND SHALL BE VERIFIED BY THE CONTRACTOR PRIOR

TO CONSTRUCTION.

3. EXCAVATION FOR ELECTRICAL CONDUITS SHALL BE PERFORMED BY USE
OF TRENCHING METHOD (Max 12") WHEN CROSSING CITY STREETS.

4. ALL EXCAVATIONS REQUIRED TO INSTALL PULL BOXES, SERVICE AND
CONTROLLER CABINETS, AND TRAFFIC SIGNAL LIGHTING POLES WITHIN
48" IN AREAS WITH UTILITIES SHALL BE PERFORMED BY HAND
EXCAVATION WITHOUT THE USE OF POWER EQUIPMENT EXCEPT THAT
POWER EQUIPMENT MAY BE USED TO CUT AND REMOVE ASPHALT OR PORTLAND
CEMENT CONCRETE PAVEMENT.

5. UTILITY OWNERSHIP ON THIS PROJECT:

GAS - SOUTHERN CALIFORNIA GAS COMPANY (SCG)
WATER - SANTA CLARITA WATER COMPANY (SCWD)
ELECTRIC - SOUTHERN CALIFORNIA EDISON (SCE)
TELEPHONE - AMERICAN TELEPHONE & TELEGRAPH (AT&T)

ABBREVIATIONS:

AT&T - AMERICAN TELEPHONE & TELEGRAPH

SCG - SOUTHERN CALIFORNIA GAS COMPANY

SCE - SOUTHERN CALIFORNIA EDISON COMPANY

M - MEDIUM PRESSURE GAS

H - HEIGH PRESSURE GAS

SN - SOUTH OF NORTH CURB

WE - WEST OF EAST CURB

SCWD - SANTA CLARITA WATER AND POWER DEPARTMENT

GDO - GRATED DRAINAGE OUTLET

RC - REINFORCED CONCRETE

CB - CATCH BASIN
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FOR ACCURATE RIGHT OF WAY DATA, CONTACT RIGHT
OF WAY ENGINEERING AT DISTRICT OFFICE.
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UTILITY PLA

SCALE: 1" = 50’

=>24-JAN-2011

DATE PLOTTED

Uu-10

LAST REVISION

00-00-00| TIME PLOTTED => 11:05

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ka01

$udgm

RELATIVE BORDER SCALE 0 1 2 3
IS IN INCHES \ \ \ |

UNIT

1843

PROJECT NUMBER & PHASE

07000200731



REVISED BY
DATE REVISED

CECILIO BURCIAGA
HAYKAZ AGHAJANIAN

CALCULATED-
DESIGNED BY
CHECKED BY

FUNCTIONAL SUPERVISOR
HAYKAZ AGHAJANIAN

DEPARTMENT OF TRANSPORTATION

Gt -G/trcvns: OFFICE OF DESIGN A

STATE OF CALIFORNIA

NOTE:

FOR ACCURATE RIGHT OF WAY DATA, CONTACT RIGHT
OF WAY ENGINEERING AT DISTRICT OFFICE.

UNDER GROUND POWER SCE
6" SOUTH OF NORTH CURB

/ 24" CMP
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4193649E
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Dist | COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
N LA 14 R29.0/R31.2 12 47

otz 10/18/10

REGISTERED CIVIL ENGINEER DATE

HAYKAZ
AGHAJANTAN

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 7S OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED

COFIES OF THIS FPLAN SHEET.

ﬁﬁi

24" TYPE F PIPE

24" TYPE F PIPE

24" TYPE F PIPE

30" CMP

THIS PLAN IS ACCURATE FOR UTILITY INFORMATION ONLY.

MATCH LINE, SEE SHEET U-10

=>24-JAN-2011

DATE PLOTTED

UTILITY PLAN
SCALE: 1" = 50’

u-11

00-00-00| TIME PLOTTED => 11:05

LAST REVISION

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ka011.dgn

RELATIVE BORDER SCALE

O 1 2 3

IS IN INCHES \ \ \ |

UNIT

1843

PROJECT NUMBER & PHASE

07000200731



REVISED BY
DATE REVISED

SYED ALI SHAH
AREG BASIL

CALCULATED-
DESIGNED BY
CHECKED BY

FUNCTIONAL SUPERVISOR
GRISH BIGLARIAN

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

rd

STATE OF CALIFORNIA

&&-ftrans -

\p

NOTES:

1. "TRAFFIC FINES DOUBLED IN CONSTRUCTION ZONES"
SIGNS SHALL BE PLACED APPROXIMATELY 500 FEET
IN ADVANCE OF "ROAD WORK AHEAD" SIGNS OR AS
DETERMINED BY THE ENGINEER.

2. LOCATIONS OF CONSTRUCTION AREA SIGNS SHOWN ARE
APPROXIMATE. EXACT LOCATIONS WILL BE DETERMINED
BY THE ENGINEER.

3. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED
ON THIS PLAN.

To
Newhall —=

ROUTE 126
(SAN FERNANDO Rd)

Dist| COUNTY

ROUTE

POST MILES SHEET| TOTAL
TOTAL PROJECT No. |SHEETS

o7 L

14

R29.0/R31.2 | 13 47

Oy Ban

10/18/10

1-18-11

REGISTERED CIVIL ENGINEER DATE

PLANS APPROVAL DATE

STATIONARY MOUNTED
CONSTRUCTION AREA SIGNS

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

SIGN SIGN PANEL NUMBER OF
A
NUMBER | CODE | sIze | QUANTITY | pos7s aND SIZE >IGN MESSAGE
(A) W20-1 | 48" x 48" 13 1 - 6"x 6" ROAD WORK AHEAD
G20-2 | 48" x 24" 7 1 - 4" x 6" END ROAD WORK
(©) C40(CA) | 144" x 60" 2 2 - 6" x 8" TRAFFIC FINES DOUBLED IN CONSTRUCTION ZONES
J
@)
<
\ \ S
\ v
O \
PLACERITA CANYON ROAD UC \\\

SANTA

LOS ANGELES AQUEDUCT UC

%ﬁ

O A9
Q8

© ROUTE 14/126 SEPARATION

CLARITA

CEDAR VALLEY WAY OC

VIA PRINCESSA UC

INDUSTRIAL ACCESS ROAD UC

THIS PLAN ACCURATE FOR CONSTRUCTION AREA SIGN WORK ONLY.

SANTA CLARA RIVER Br

LOST CANYON ROAD UC

STRUCTION

NO SCALE

AREA SIG

CS-1

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:05

USERNAME => trmikes|

BORDER LAST REVISED 7/2/2010

DGN FILE => 72x3701a001.dgn

RELATIVE BORDER SCALE

IS IN INCHES

f UNIT 1877

PROJECT NUMBER & PHASE

07000200731



. Dist| COUNTY ROUTE TOPTOASLT PMRI<|5 JE ES cT SHNEoE.,T STHOETEATLS
- A
| oy 07| LA R29.0/R31.2 | 14 | 47
< - NOTE S(SIGN sP-1) Mm Ow,ﬂos 11-1Q
- B <y 1. SIGNS SHALL HAVE ORANGE RETROREFLECTORIZED REGISTERED CIVIL ENGINEER  DATE MARTIN
Jq /" BACKGROUND WITH BLACK BORDER AND LETTERS. OREGEL
b My 2. BOLT HOLES SHALL BE 34" DIAMETER. PLANS APPROVAL DATE
T JTHE STATE OF CALTFORNIA OF /7S5 OFF/CERS
o Sy - 3. BASE MATERIAL SHALL BE ALUMINUM (MINIMUM 0.06"). o e e e
QO — v O COFPIES OF THIS FLAN SHEET.
RN Y 4. SIGNS SHALL BE MOUNTED WITH BOTTOMS OF
oy 5 FZH SIGNS A MINIMUM OF 6’ ABOVE GROUND.
= O
o N
o | 5 My )
A 5 i
@ o - E[
= Y
= © A=
= vy (O]
SR N <17E BORDER|MARGIN LETTER SIZE CORNER
—y WIDTH [WIDTH |[LINE 1[LINE 2% [LINE 3[LINE 4[LINE 5,6 & 7% | RADIUS
AL I I
% iojr 48 xo00 TVQH ?w' AE 4D 6E 4D 3n
2| = | ) a1 o~k 42"x26" | OVERLAY 11/,
= | © | " =
E = LW %17 J )
_l —I I
Sl 47 e
9) 48” ij
= A
SIGN SP-1 My
‘ .
S| & o
233 =) \\» <// Y
4ﬁ£ >
o2l O
i
oo | < ALTERNATE OVERLAY PANELS (TYPICAL)
SPECIAL ADVANCE NOTICE PUBLICITY sSIGN
S _
V) faN
= <
o
5 Q I
a| = 1 OVERLAY PANEL 84
B 2 (TYPICAL)
=z
°l S
=
()
= J
- Y 4
_ _ OVERLAY PANEL
= S SIGN SP-4 (TYPICAL)
(@) -
=z " NOTES: (SIGN SP-4)
E |/2II
S 1. LETTERS - 6" SERIES C.
v - A
= )| 2. LETTERS AND BORDERS - BLACK ON RETROREFLECTORIZED WHITE BACKGROUND.
-
: E 3. BASE MATERIAL SHALL BE ALUMINUM (MINIMUM 0.06").
o _
= ) e — 4. SIGNS SHALL BE PLACED AT RAMP ENTRANCES IN ADDITION TO SIGNS
= POSTED IN ACCORDANCE WITH STANDARD PLAN T14. )
= SIGN SP-5 -
<C \
a NOTES: (SIGNS SP-3 & SP-5) SPECIAL SIGN FOR ENTRANCE RAMP CLOSURES P
a - R
| 1. LETTERS - 6" SERIES D. S
- e 2. LETTERS AND BORDERS - BLACK ON RETROREFLECTORIZED ORANGE BACKGROUND. TRAFFIC HAN NG DETAILS éé
— =
= g 3. BASE MATERIAL SHALL BE ALUMINUM (MINIMUM 0.06"). TRAFFIC CONTROL SYSTEM 55
(I O o
- 'b 4. SIGNS SHALL BE MOUNTED WITH BOTTOMS OF SIGNS A MINIMUM OF 6’ FOR RAMP CLOSURES, DETOUR SIGNS oy
ABOVE GROUND. =
i E SIGN SP-3 AND MISCELLANEOUS DETAILS jg
(@) ol O
21
S SPECIAL SIGN FOR EXIT RAMP CLOSURES SHEET 1 OF 2 S
= ¥ NO SCALE THD-1 |}
> § 5 S
BORDER LAST REVISED 7/2/2010 USERNAME =>*rmikes | RELATIVE BORDER SCALE 2 3 UNIT 1887 PROJECT NUMBER & PHASE 07000200731

DGN FILE => 72x370me001 .dgn

IS IN INCHES




NOTES: (SIGN SP-2)

M4-8

DETOUR]

(SEE NOTE 2)

NORTH|(SEE NOTE 2)

TYPE III
BARRICADE

11" TO CENTER OF Y

SIGN SP-2

3" SQUARE HOOK AND o SCREW (TYPICAL)
ADJUSTABLE ARROW LOOP PATCH (PILE) — o
(SEE DETAIL) EPOXIED TO FRONT ﬁ u: | & L -
OF SIGN
BELT HOLES
R yry - 08

»

.LETTERS -6" SERIES E. [ ] [ ]
.LETTERS, BORDER AND ARROW - BLACK

ON RETROREFLECTORIZED ORANGE BACKGROUND.

-BASE MATERIAL FOR SIGNS AND ARROWS SHALL

BE ALUMINUM (MINIMUM 0.06").

.BELTS (LUGGAGE STRAPS) SHALL BE 1" WIDE
BY 48" LONG, MADE OF COTTON OR

SIGN SP-6 (SEE NOTE 1)

POLYPROPYLENE WEB MATERIAL.

ABBREVIATION

-SIGNS SHALL BE MOUNTED WITH BOTTOMS OF
SIGNS A MINIMUM OF 6" ABOVE GROUND

EXCEPT AS OTHERWISE SHOWN ON OTHER TRAFFIC
HANDLING DETAILS PLANS.
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(CA)

CALIFORNIA CODE

SPECIAL PORTABLE FREEWAY DETOUR SIGNS

M4-8

POST MILES

TOTAL

Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
N4 LA 14 R29.0/R31.7 15 47
/
Mm e L 08-11-10

REGISTERED CIVIL ENGINEER MARTIN

IDETOUR)

OREGEL

1-18-11
PLANS APPROVAL DATE

 C56816

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

(SEE NOTE 2)
NORTH|(SEE NOTE 2)
]
SCREW (TYPICAL)
Ve o T TYPE III
u ¢ L g/ BARRICADE
yry - 0@
yry - @
AR AR AR |ﬁx|
SIGN SP-7 (SEE NOTE 1)

NOTES: (SIGNS SP-6 & SP-7)

T.IN LIEU OF PLACING SIGNS ON TYPE III BARRICADES,
SIGNS, INCLUDING POSTS, MAY BE PLACED
INTO THE GROUND OR FASTENED ONTO ELECTROLIERS.
2.USE APPROPRIATE ROUTE SHIELD [G26-2(CA), G27-2(CA),
G28-2(CA)] AND CARDINAL DIRECTION [NORTH (M3-1),
SOUTH (M3-3), EAST (M3-2), WEST (M3-4)]

3" SQUARE PATCH OF VELCRO HOOK AND LOOP,
EPOXIED TO BACK OF ARROW

CENTER OF

X N DIMENSIONS
B A B C D E G R
% 1" | 7V | 3V 4" 78" 13" 75" 7"
E CENTER OF
PATCH SPECIAL PORTABLE FREEWAY DETOUR SIGN

TRAFFIC HA
TRAFFIC CONTROL SYSTEM

iIG DETAILS

=>24-JAN-2011

% % HOOK AND LOOP PATCH FOR RAMP CLOSURES, DETOUR SIGNS Eg
5 AND MISCELLANEOUS DETAILS
S ADJUSTABLE ARROW DETAIL SHEET 2 OF 2 =
. B NO SCALE i
= THD-2 |°
BORDER LAST REVISED 7/2/2010 USERNAME =>Trmikes RELATIVE BORDER SCALE © ! ? 2 UNIT 1887 PROJECT NUMBER & PHASE 07000200731

DGN FILE => 72x370me002.dgn IS IN INCHES \ \




Dist| COUNTY ROUTE T$¥ff_$g55§CT SﬁiiT ;EEE¥S
LA R29.0/R31.2 | 16 | 47
Mm va/@oaa 11-10
REGISTERED CIVIL EN%INEER DATE MARTIN
OREGEL
1-18-11  £56816
PLANS APPROVAL DATE
JTHE STATE OF CALTFORNIA OF /7S5 OFF/CERS
OF AGENTS SHALL NOT BE FKESFONS/IBLE FOR
O THE ACCURACY OF COMFPLETENESS OF SCANNELD
QO — COFPIES OF THIS FLAN SHEET.
) N
'\
()
> L] L
m 2 —
=~ -
A . =
o | E x
a ;E 8 8
B =
D
O )
@) — Ll
= g Z
) <
v | © - E
— | o <
= [
o = O />, MILE Max (Typ)
=3 & DETAIL D DESIGNATED DETOUR ROUTE
O ~ T ~ 1T ~
- // S — i i S 4 i S i // N
\ ) /» /V ///////) //
\ / \
~1- ~1- SEE DETOUR TYPICAL SIGN
SEE NOTE 3 DETAIL D @ INSTALLATION AT OFF-RAMP
el B
= DETAIL E
T w
32 - [
e — || -
- FREEWAY o
\ \ | ]
| \\\\\\\\\\ﬁl\////:&/////// /
| /
| | N /
| N 4
o ~__ -
2 :/L} |
= |
il B | SEE NOTE 3 |
ol | -
2l = i @ 150" +
% % li____i____________i __________ Jv_ _______ L r _AF_______i ________________ L___jV' ____________ Il?
=S 20"+ o el
O 150 + DESIGNATED DETOUR ROUTE 50" +
D |
- /> MILE Max (Typ)
=
(@)
=
=
(-
S TYPICAL DETOUR SIGN INSTALLATION ALONG DESIGNATED DETOUR ROUTE
=
=
S| |
=l
"ﬁ" _
= LEGEND NOTES: :
<C _— \
- =
o P TEMPORARY SIGN (SP-2) 1. SP-2 SIGNS SHALL NOT BE INSTALLED ON BARRICADES EXCEPT AS OTHERWISE SHOWN. e
=) A A > 2
| 2. SIGN LOCATIONS ARE APPROXIMATE. EXACT LOCATIONS WILL BE DETERMINED TRAFFIC HA G DETAILS Lo
-l . AND/OR  DESIGNATED DETOUR ROUTE BY THE ENGINEER. TRAFFIC CONTROL SYSTEM o
wmw! 3. SP-2 SIGNS SHALL BE POSTED AT SIGNALIZED INTERSECTIONS ALONG THE FOR DETOUR SIGN INSTALLATION ahs
= DESIGNATED DETOUR ROUTE OR !%» MILE MAXIMUM APART. S5
= ———= DIRECTION OF TRAVEL /2 ALONG DESIGNATED DETOUR ROUTE T o
— |—|'_JL|J
=W SHEET 1 OF 2 < 2
L B NO SCALE o
(@) ol O
21
- 8
=" THD-3 | °
BORDER LAST REVISED 7,/2/2010 USERNAME =>trmikes/ RELATIVE BORDER SCALE 0 W 2 3 UNIT 1887 PROJECT NUMBER & PHASE 07000200731

DGN FILE => 72x370me003.dgn

IS IN INCHES \ \ \ |




Dist| COUNTY ROUTE TOPTOASLT PMRI<|5 JE ES cT SHNEoE.,T STHOETEATLS
Exist G85 (CA) LA R29.0/R31.2 | 17 | 47
55 .
| | |
| | | Mo\,\?&‘\ OW)JLO8 11-10
| | | REGISTERED CIVIL El\beNEER DATE MARTIN
| o OREGEL
| I | | 1-18-11 (56816
: : : Exist E5-1, G84-2 (CA) OR G84-3 (CA) PLANS APPROVAL DATE
| | | [—————————————— - Exist R3-8 SERIES THE STATE OF CALIFORNIA OR 7S OFFICERS
_______________ OF AGENTS SHALL NOT BE RESFONS/IBLE FOF
o | | | | | 1 N THE ACCURACY OR COMPLETENESS OF SCANNED
ol Z | | | | | | | COPIES OF THIS PLAN SHEET.
RN | | | | | | |
~ T T T T T T T T T T T T T T T T T T T T T T T T T T T T T T T T T T o | | | |
| | | | : :
o | | | | | |
> | 8 L | I | |
- |
| = L | | | ONLY ONI_Y ONLY
= L | | - —— e _____J
| N : |
Ll | = e o
= | | L _T
OR
- - WY SP-2 OR SP-6 (AS SPECIFIED
= IN SPECIAL PROVISIONS
~ § DE TOUR SP-2 Sp-2 SP-2
-« O (SEE NOTE 1) oR «
— | © ’ OR
[
o = |
= Ei N e ]
o o L | |
; - 3 3
PR |
o' Min | | A |
: : 6’ Min oL _4_"+ _______
|
+ N I B
> I I
ele | AN -
>l T T T T ———— N
;E% 0 DETAIL B DETAIL C
91 o
0G| 2 DETAIL A @ ﬁ
Oon | ©
>P - ~ SEE STANDARD PLAN
[F REQUIRED
B /TM
@ Exist SECOND SET OF R3-8 SERIES
= — ~| SP-2
L]
i "
NS 70" SP-> OR SP-6 (AS = Fxist FIRST SET OF R3-8 SERIES Sp-4
?Z)[ % SPECIFIED IN SPECIAL ZE| (SEE DETAIL C) : [F REQUIRED
— > SP-2 4 Sp-2 4 PROVISIONS) 8 ° SEE STANDARD
.7
2 e (SEE NOTE 1) 5 FREEWAY PLAN T14
o e 9{
e F MEDIAN ISLAND
% W (STRIPED OR RAISED) =
_________________________________________ = Exist OVERHEAD SIGN G85(CA) ﬁ
S (SEE DETAIL A)
= 1 1 — o)
.n_: SP-2 ON TYPE III BARRICADE
g (OMIT IF NO MEDIAN ISLAND) A —_ DETAIL E
2 {} ___________________________________________ —_
= ——
=l = Exist E5-1, G84-2 (CA) OR /= = = = = = = = = == ==
é [ G84-3 (CA) (SEE DETAIL B)
=l
L
z —
= DETAIL D TYPICAL DETOUR SIGN INSTALLATION AT OFF-RANMP =
o N
L =3
= NOTE : ABBREVIATIONS LEGENDS i
| A A
@ 1. TEMPORARY SIGNS MAY BE STRAPPED ON EXISTING ELECTROLIER, SIGNAL POSTS, OR SIGN POSTS. (CA)  CALIFORNIA CODE e  TRAFFIC CONE TRAFFIC HAN G DETAILS i
.<—E. Ll g
= CIRECTION OF TRAVEL FOR DETOUR SIGN INSTALLATION T g
ﬁ = Ly
= O ALONG DESIGNATED DETOUR ROUTE <=
LS E ") EXISTING OVERHEAD SIGN SHEET 2 OF 2 2 S
| N NO SCALE 2
- & S
=
Zh. THD-4 |
BORDER LAST REVISED 7,/2/2010 USERNAME =>trmikes/ RELATIVE BORDER SCALE 0 W 2 3 UNIT 1887 PROJECT NUMBER & PHASE 007000200731

DGN FILE => 72x370me004.dgn IS IN INCHES




FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

PROJECT NOTES: (THIS SHEET ONLY)

1] |RC| 2 LIGHTING FIXTURES.

REVISED BY

INSTALL 2'C, 2#6, 1#8 (G).

DATE REVISED

CECILIO BURCIAGA
YI TSAU
2

SIGN No. 29051
2 ISL SC1A

P& Dist

COUNTY

POST MILES
ROUTE TOTAL PROJECT

SHEETS

TOTAL

07

LA

14 R29.0/R31.2

47

(:

10/18/10

REGISTERED EKECTRICAL ENGINEER

1-18-11

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

SIGN No. 29251

2 ISL SC1A

CALCULATED-
DESIGNED BY
CHECKED BY

2 ISL SC1A

BC

RC

FUNCTIONAL SUPERVISOR
YI TSAU

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

N

WARNING

STATE OF CALIFORNIA

&&-ftrans -

BEFORE STARTING WORK ON EXISTING SERIES LIGHTING

CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.

S e
SIGN No,29042/// \\\\\

FOR WIRING DIAGRAM, SEE SHEETS E-15 AND E-16.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

M/ 4

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:06

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ua001.dgn

RELATIVE BORDER SCALE 0 W ‘ 7 UNIT 1880 PROJECT NUMBER & PHASE

IS IN INCHES \ \ \ |

07000200731



FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

PROJECT NOTES: (THIS SHEET ONLY)

1

REVISED BY
DATE REVISED

CECILIO BURCIAGA
YI TSAU

CALCULATED-
DESIGNED BY
CHECKED BY

FUNCTIONAL SUPERVISOR
YI TSAU

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

STATE OF CALIFORNIA

&&-aftrans -

2'C, 2#6, 1#8 (G).

Dist | COUNTY ROUTE TOTAL PROJECT |”No. |SHEETS
o7 LA 14 R29.0/R31.2 19 47

2B ™S 10/18/10

REGISTERED ELECTRICAL ENGINEER

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS

OF AGENTS SHALL NOT BE RESFPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

Ry

WARNING
BEFORE STARTING WORK ON EXISTING SERIES LIGHTING

CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT

CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.

FOR WIRING DIAGRAM, SEE SHEETS E-15 AND E-1o0.

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

SIGN No. 29542

Sta 251400

6 ISL SC1A

"MATCH LINE

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:06

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ua002.dgn

RELATIVE BORDER SCALE O 1 2
IS IN INCHES \ \ \

3
|

UNIT

1880

PROJECT NUMBER & PHASE

07000200731



FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT , )
OF WAY ENGINEERING AT THE DISTRICT OFFICE. Exist 2-3"C, ADD 2#6, 1#8 (G)

11 2"c, 2#6, 1#8 (G).

2

PROJECT NOTES: (THIS SHEET ONLY) [BCRC

EXISTING SERIES LIGHTING CONDUIT, T
RC| CONDUCTORS. INSTALL 2#6, 1#8 (G).

3| EXISTING SIGNAL AND LIGHTING IS NOT SHOWN FOR CLARITY.

41 |[RC|EXISTING PULL BOX COVER AND INSTALL NEW COVER.

Dist| COUNTY ROUTE POST MILES SHEET| TOTAL
EXISTING 120/240 V TYPE III-CF ° TOTAL PROJECT | No. |SHEETS
SERVICE EQUIPMENT ENCLOSURE. 07| LA 14 R29.0/R31.2 | 20 | 47
ID No. 07-53-014-0-029.936

ADDRESS: 19399 /2 GOLDEN VALLEY Rd, SANTA CLARITA
ADD 1-30 A, 240 V, 2P CB FOR FREEWAY & SIGN LIGHTING SB

/w@ 10/18/10

REGISTERED ELECTRICAL ENGINEER

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.
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O
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S O N
" (QN|
- o %
o 1 —
25 5 |5
21 & N T
J |_ Z L — 1 (-(J E
= = 3 SIGN No. 29714 -
S - 2 ISL SC1A 7 AB =
O O AB
o ; EXISTING 120/240 V TYPE III-CF I
SERVICE EQUIPMENT ENCLOSURE.
ID No. 07/-53-014-0-029.979
ADDRESS: 19402 '/2 GOLDEN VALLEY Rd, SANTA CLARITA
mp ADD 1-30 A, 240 V, 2P CB FOR FREEWAY & SIGN LIGHTING NB
2o
Z|
=) < :
= \
o 0. Z o
O > O
| /”\ /”\
=| 1 ah
= -
& WARNING S 9o
o
L:,'I_ BEFORE STARTING WORK ON EXISTING SERIES LIGHTING Ei
=
c<_E> ﬁ CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT =S e
LC'S B CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, z 8
| o AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. § CID
'<_|: * FOR WIRING DIAGRAM, SEE SHEETS E-15 AND E-16. 2 S
,_'7, h THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. % _3 ch)
O
BORDER LAST REVISED 7/1/2010 USERNAME =>trmikes] RELATIVE BORDER SCALE 0 W 2 3 UNIT 1880 PROJECT NUMBER & PHASE 07000200731

DGN FILE => 72x370ua003.dgn

IS IN INCHES \ \ \ |




FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

PROJECT NOTES: (THIS SHEET ONLY)

1| 2"c, 2#6, 1#8

REVISED BY
DATE REVISED

rR/N

CECILIO BURCIAGA
YI TSAU

CALCULATED-
DESIGNED BY
CHECKED BY

(G).

2] |RC 2 LIGHTING FIXTURES.

SIGN No. 29991
2 ISL SC1A

Dist | COUNTY ROUTE TOTAL PROJECT |”No. |SHEETS
o7 LA 14 R29.0/R31.2 2 47

LT

1

-18-11

REGISTERED ELZCTRICAL ENGINEER

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS

OF AGENTS SHALL NOT BE RESFPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

R /w/

e
O
V)
=
o
L
AN
o 2
2 2
°| = .
o =z
-
D) 1
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T
O
T ———
=
= < |
l: (5 [T /,_/
<g | - [
= - =
; LLJ
Z @
-
= 1
| O
=i R/W
LéJ LL.
= <L
0 (s
S|
|
<T ®
=
S
I g WARNING
5’ 'b BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
- CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
= CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
L‘—j ° AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.
=k

MATCH

FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-16.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

LIGHTIN
ILLUMIN

SCALE: 1" =

R/W

E-4

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:07

BORDER LAST REVISED 7/1/2010

USERNAME => trmikes|
DGN FILE => 72x370ua004.dgn

RELATIVE BORDER SCALE O 1 2 3

IS IN INCHES \ \ \

UNIT

1880

PROJECT NUMBER & PHASE

07000200731
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FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

PROJECT NOTES:(THIS SHEET ONLY)

1| 2"c, 2#6, 1#8 (G).

2| IRC 4 LIGHTING FIXTURES.
3| |IRC

2 LIGHTING FIXTURES.

R/W

SIGN No. 30102
4 ISL SC1A

BC

CALL BOX #303

E-4

SIGN No. 30311

: POST MILES SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT No. |SHEETS

o7 LA 14 R29.0/R31.2 | 22 47

[Zaﬁ&%%é;;:b 10/18/10

REGISTERED ELZCTRICAL ENGINEER

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 775 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OF COMFPLETENESS OF SCANNED
COPIES OF THIS FPLAN SHEET.

R/W

2 ISL SC1A

219+00 SHEET

Sta

L INE

MATCH

©)
CALL BOX #302

R/W

WARNING
BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.

FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-16.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

R/W

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:07

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ua005.dgn

RELATIVE BORDER SCALE

0 1 2 3
IS IN INCHES \ \ \ |

UNIT 1880

PROJECT NUMBER & PHASE 07000200731



. POST MILES SHEET| TOTAL
FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT Dist| COUNTY ROUTE
OF WAY ENGINEERING AT THE DISTRICT OFFICE. PROJECT NOTES: (THIS SHEET ONLY) 07 N Iy ;ZT;LOZO;EC; ;OS SHZ‘E;TS
1] 2vc, 2#6, 1#8 (0). 01810
2| 2"C, 2#4, 1#8 (G). REGI ENGINEER
31 2'"c, 2#4, 2#6, 1#8 (G). 1-18-11
’ g ’ PLANS APPROVAL DATE
4] 2"c, 2u#4, 4%6, 1#8 (G). O aobnrs Qs nor G AEstonsELE FoR
THE ACCURACY OF COMPLETENESS OF SCANNELD
COFPIES OF THIS FLAN SHEET.
5| RCl 4 LIGHTING FIXTURES.
Ry
6| [RC 2 LIGHTING FIXTURES.
N
m (V2]
- | = (| |RC| 5 LIGHTING FIXTURES.
v B
> | 8| Exist 14"C,|RC| CONDUCTORS, ADD 2#6, 1#8 (G) (SIGN ILLUMINATION).
A <C
(=)
9] |RCl EXISTING PULL BOX COVER AND INSTALL NEW COVER.
o S A T R D D T I R | T £ B
2 e PG 1 O U VU N SO S 105+84
= SIGN No. 30551
T |5 3 ISL SC1A
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o | = AB
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O
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= prd
= (_5 SIGN No. 30482
= 4 ISL SC1A [
| w
Z @
-
'—
5| O
Z|
=) < :
= )
o O =5
=1 = ‘?E
| ?‘?
<<| 3o
= - 2
S 59
I WARNING Sy
Ly
EE,' .b BEFORE STARTING WORK ON EXISTING SERIES LIGHTING S =
N CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT 5
o CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, o 2
E 'l‘ AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-16. 39
= L‘ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 2 S
O

USERNAME => trmikes |
BORDER LAST REVISED 7/1/2010 DGN FILE =5 72><37OuGOOELudgm

RELATIVE BORDER SCALE O 1 2 3

IS IN INCHES \ \ \

PROJECT NUMBER & PHASE

07000200731



. POST MILES SHEET| TOTAL
FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT pret| COUNTY | ROUTE | TOTAL PROJECT |~ No. |SHEETS
OF WAY ENGINEERING AT THE DISTRICT OFFICE. 07| LA 14 R29.0/R31.2 | 24 | 47
7| EXISTING 120/240 V TYPE III-BF SERVICE EQUIPMENT ENCLOSURE 9| RSl SERVICE EQUIPMENT ENCLOSURE
ID No. 07-53-014-R-030.901 | 1Ty ™S 10/18/10
ADDRESS: 18649 VIA PRINCESSA Z
° REGISTERED EQ%CTRICAL ENGINEER
PROJECT NOTES- (THIS SHEET ONLY) ADD CIRCUIT BREAKERS: ’IO RC LUMINAIRE. INSTALL 200 W HPS
2-30 A, 240 V, 2P - (FREEWAY LIGHTING) CUMINATRE ON EXISTING POLE 1811
1] 2"c, 2#4, 4%6, 1#8 (G). 1-30 A, 240 Vv, 2P - (SIGN LIGHTING) , PLANS APPROVAL DATE
2| v ome. 188 (G). g1 18l 2c. [5T 246 (TRAFFIC SIGNAL) 11| |RC| EXISTING PULL BOX COVER AND INSTALL NEW COVER. THE STATE OF CALIFORNIA OF TS OFFICERS
| | 2#8 (INTERSECTION LIGHTING) oS o TS ol shier 0 O TS
3| EXISTING 2"C,|RCJEXISTING CONDUCTORS. :
INSTALL 2#6, 1#8 (G).
7] . ’ MATCH LINE, SEE SHEET E-9
2"'C, 4#6, 1#8 (G). fa - 9
- |
= 51 INSTALL 120/240 V TYPE I1I-CF SERVICE EQUIPMENT ENCLOSURE 78C, MT. CABLES.
i ID No. 07-53-014-R-030.895 8y 2o
~ | ID No. 07-53-014-R-030.897
|2 ADDRESS: 18397 !/, VIA PRINCESSA R/W _
o ADDRESS: 18397 ¥ VIA PRINCESSA
CIRCUIT BREAKERS:
METER 1:
< 1-100 A, 240 V, 2P - MAIN CB
O 3- 30 A, 240 V, 2P - FREEWAY LIGHTING 1
= 1- 30 A, 240 V, 2P - SIGN LIGHTING
T | 5 METER 2: TO SCE VAULT
2| I 1-100 A, 240 V, 2P - MAIN 4 ’
z 1- 50 A, 120 V, 1P - TRAFFIC SIGNAL 2°C, 2
S| 1- 30 A, 240 V, 2P - LIGHTING |
o5 1- 30 A, 120 V, 1P - INTERSECTION LIGHTING
0 DETAIL A
© o
NO SCALE
So | o CALL BOX #309 T S e N e e
=2 o
<t I |7
e |-
oo | ¢ — —
Ll | Lol
Ll Ll
il %
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L |- Lo
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= e S
= - o N
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= prd
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g LLI
Z @
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5| O
=] I e — e T [ B S B Tt e N L
- — B :
= o NOTE: (THIS SHEET ONLY) N i
L =5
=) b= 1. SOFFIT LIGHTS MAINTAINED BY LOS ANGELES -
! COUNTY OF PUBLIC WORKS. SEE DETAIL A A A
. THIS SHEET v
.<£‘. ABBREVIATIONS (THIS SHEET ONLY) G
==
§ g R /W SCE - SOUTHERN CALIFORNIA EDISON 25
2 'h WARNING ey
© BEFORE STARTING WORK ON EXISTING SERIES LIGHTING i
S B CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT 53
L 'lﬁ CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-16. ;g
< I I
o Q AND PLACE “MEN AT WORK™ SIGNS NEAR OPEN SWITCHES. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. %é

BORDER LAST REVISED 7/1/2010

USERNAME => trmikes|

DGN FILE => 72x370ua00

#dgm

RELATIVE BORDER SCALE
IS IN INCHES
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UNIT

1880

PROJECT NUMBER & PHASE 0700020073



FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT Dist| COUNTY | ROUTE | 1oTh' PROJECT | No. |SHEETS
OF WAY ENGINEERING AT THE DISTRICT OFFICE. 07| LA 14 R29.0/R31.2 | 25 | 47
. (s 10/18/10
PROJECT NOTES: (THIS SHEET ONLY) REGISTERED ECECTRICAL ENGINEER
11 2"c, 4#6, 1#8 (G). 1-18-11
PLANS APPROVAL DATE
2 ZHCS 2#69 1#8 (G) THE STATE OF CALIFORNIA OF /7S5 OFF/CERS
OF AGENTS SHALL NOT BE RESFONSIBLE FOR
THE ACCURACY OF COMFPLETENESS OF SCANNED
3 RCl 2 LIGHTING FIXTURES. COPIES OF THIS PLAN SHEET.
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| <
a| Q&
S| o R/W
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<T ®
=
(-
2 g WARNING MODIFY LIGH
= % BEFORE STARTING WORK ON EXISTING SERIES LIGHTING \
E CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT % % %
o CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, FOR WIRING DIAGRAMS. SEE SHEETS E-15 AND E-16
E @* AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. ? )
',_7, h THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:07

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010 DGN FILE =5 72x370L000

E!,dgm

RELATIVE BORDER SCALE 0 w 2 3
IS IN INCHES | | | | UNIT 1880

PROJECT NUMBER & PHASE

07000200731



=>24-JAN-2011

DATE PLOTTED

. POST MILES SHEET| TOTAL
FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT pleT| COUNTY | ROUTE | TOTAL PROJECT | No. |SHEETS
OF WAY ENGINEERING AT THE DISTRICT OFFICE. 07| LA 14 R29.0/R31.2 | 26 | 47
piFmes ™  10/18/10
PROJECT NOTES:(THIS SHEET ONLY) REGISTERED EKECTRICAL ENGINEER
] 1_18_11
1 Z C’ 2#4’ 1#8 (G) ot PLANS APPROVAL DATE
I é
2] 2"c, 2#6, 1#8 (G). AB MATCH LINE, SEE SHEET E-10 0F ACENTS ALl WOT G RESPONSIBLE FOR
_ _ _ _ _ THE ACCURACY OF COMFPLETENESS OF SCANNED
3] EXISTING 2"C, RCl EXISTING CONDUCTORS. COPIES OF THIS PLAN SHEET.
INSTALL 2#4, 1#8 (G). 4 W
4| [Rc| LUMINAIRE. INSTALL 200 W HPS
()
o | o LUMINAIRE ON EXISTING POLE.
o | 2
H | & 5|1 TO BE USED FOR TEMPORARY LIGHTING SYSTEM.
= | (SEE SHEET E-14)
(| —
Sk
6| |RC| EXISTING PULL BOX COVER AND INSTALL NEW COVER.
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= <l
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e
= .b WARNING | a |
= BEFORE STARTING WORK ON EXISTING SERIES LIGHTING MATCH LINE, SEE SHEET E-7
S CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
= CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-17.
';, 'lLP AND PLACE "MEN AT WORK™ SIGNS NEAR OPEN SWITCHES. THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

00-00-00| TIME PLOTTED => 11:07

LAST REVISION

USERNAME => trmikes| RELATIVE BORDER SCALE @) 1 2 3
BORDER LAST REVISED 7/1/2010 DON FILE =5 15000000 - dan IVE BORDER ‘ | ‘ ‘ UNIT 1880 PROJECT NUMBER & PHASE 07000200731




FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

AB 2

MATCH LINE, SEE SHEET E-1T

REVISED BY
DATE REVISED

CECILIO BURCIAGA
YI TSAU

CALCULATED-
DESIGNED BY
CHECKED BY

PROJECT NOTES:(THIS SHEET ONLY)

T 2"c, 2#4,

2| 2"c, o#4,

e

O

(V2]

=

o

o

2z
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< —

= >

O
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-
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= pr
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=l D

§; L
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= Ll

§§ LL.

= - o
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S|

|

<T ®

=

o

= g WARNING

S ~h BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
L ;E; CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
| N CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
= 1“. AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.
-

1#8 (G).

246, 1#8 (G).

3| TO BE USED FOR TEMPORARY LIGHTING SYSTEM.
(SEE SHEET E-13)

Dist

COUNTY

ROUTE

POST MILES SHEET| TOTAL
TOTAL PROJECT No. |SHEETS

07

LA

14

R29.0/R31.2 | 27 47

1P

REGISTERED ELECTRICAL

1-18-11

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

FOR WIRING DIAGRAMS, SHEE SHEETS E-15 AND E-17.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

MATCH LINE, SEE SHEET E-9

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:07

BORDER LAST REVISED 7/1/2010 USERNAME => frmikes|

RELATIVE BORDER SCALE

DGN FILE => 72x370ua010.dgn [S IN INCHES

UNIT 1880 PROJECT NUMBER & PHASE

07000200731



REVISED BY

DATE REVISED

CECILIO BURCIAGA

YI TSAU

CALCULATED-
DESIGNED BY

CHECKED BY

FUNCTIONAL SUPERVISOR

YI TSAU

DEPARTMENT OF TRANSPORTATION

TRAFFIC DESIGN

STATE OF CALIFORNIA

&&-ftrans -

FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.

ABBREVIATIONS:
CALIFORNIA EDISON

SCE - SOUTHERN

WARNING
BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.

PROJECT NOTES: (THIS SHEET ONLY)

11 2"c, 2#4, 1#8 (G).

2| 2"C, 2#4, 2#6, 1#8 (G).

31 2"C, 2#6, 1#8 (G).

4 EXISTING 2"C, |[RC| EXISTING CONDUCTORS,
INSTALL 2#6, 1#8 (G).

51 2'C, 4#4, 2#6, 1#8 (G).

o| 2-3"C, 4#4, 2#6, 1#8 (G).

7| INSTALL 3"C FROM VAULT WITH 36"

REGISTERED EL&CTRICAL ENGINEER

Dist | COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
N LA 14 R29.0/R31.2 28 47
(iR 10/18/10

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS
OF AGENTS SHALL NOT BE RESFPONSIBLE FOR
THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

SWEEP PER SCE SPECIFICATIONS.

8| [RC] LUMINAIRE. INSTALL 200 W HPS
LUMINAIRE ON EXISTING POLE.

9 INSTALL 120/240 V TYPE III-BF SERVICE EQUIPMENT ENCLOSURE.
ID No. 07-53-014-R-030.668
ADDRESS: 27404 /o SIERRA HIGHWAY

CIRCUIT BREAKERS:

1-100 A, 240 V, 2P (MAIN)
3 -30 A, 240 V, 2P (FREEWAY LIGHTING)

11 TO BE USED FOR TEMPORARY LIGHTING SYSTEM.
(SEE SHEET E-12)

FOR WIRING DIAGRAMS, SEE SHEETS E-15 AND E-17.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

10| |RC| SERIES SERVICE ENCLOSURE AND WOOD POLE. DISCONTINUE SERVICE.

MATCH LINE, SEE SHEET E-10

SCALE: 1" =

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:07

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010

DGN FILE => 72x370ua011.dgn

RELATIVE BORDER SCALE 0 1 2 3
IS IN INCHES \ \ \ |

UNIT

1880

PROJECT NUMBER & PHASE 07000200731



Dist COUNTY ROUTE POST MILES SHEET| TOTAL
FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT PROJECT NOTES: (THIS SHEET ONLY) TOTAL PROJECT | No. |SHEETS
OF WAY ENGINEERING AT THE DISTRICT OFFICE. 07 LA 14 R29.0/R31.2 | 29 | 47
1] 2#4, 188 (G). / ,
pirFom ™S  10/18/10
2| |RC| LUMINAIRE HEAD. INSTALL310 W HPS LUMINAIRE. REGISTERED ELECTRICAL ENGINEER
RELOCATE LUMINAIRE HEAD TO NEW ADJACENT ELECTROLIER
AND |RC| Exist ELECTROLIER AFTER TEMPORARY LIGHTING IS NOT PLAN;‘A1P§;;V1AL S
NEEDED ANYMORE, OR AS DIRECTED BY THE ENGINEER.
THE STATE OF CALTFORNIA OF /75 OFF/CERS
OF AGENTS SHALL NOT BE FKESFONS/IBLF FOR
3| INSTALL 40’ WOOD POLE. SEE E-18 FOR DETAILS. T ACCURACY R COWPLETENESS OF SCANNED
RC AFTER TEMPORARY LIGHTING IS NOT NEEDED ANYMORE,
OR AS DIRECTED BY THE ENGINEER.
. ; INSTALL 1'4,"C, 2#4, 1#8 (G).
=
@ = INSTALL 30 A, 240 V, 2P, CIRCUIT BREAKER FOR TEMPORARY LIGHTING
~ | IN EXISTING 120/240 V TYPE III-BF SERVICE EQUIPMENT ENCLOSURE.
|2 ID No. 07-53-014-R-030.890
o ADDRESS: 27118 SIERRA HIGHWAY, SANTA CLARITA, CA
<
(@)
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MATCH LINE, SEE SHEET E-13
L (&
=i ¥
9 L :
o < N
= E =3
| /”\/”\
<T ® 0O N
= e
S 59
._:._ WARNING ié%%?% zi
= BEFORE STARTING WORK ON EXISTING SERIES LIGHTING ~ =
E .b CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT (TEMPORARY) o
o CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, SCALE: 1" = 50/ A
e AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES. o<
=B E-12 |.°
= L‘ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. o L
O
BORDER LAST REVISED 7/1/2010 USERNAME =>rmikes | RELATIVE BORDER SCALE 0 W 2 3 UNIT 1880 PROJECT NUMBER & PHASE 07000200731

DGN FILE => 72x370ua012.dgn

IS IN INCHES \ \ \ |




FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT Dist| COUNTY | ROUTE | 1oTh' PROJECT | No. |SHEETS
OF WAY ENGINEERING AT THE DISTRICT OFFICE. — 07| La y 229 0/R31.2 | 30| 47
MATCH LINE, SEE SHEET E-12 / _
1™ 10/18/10
fl REGISTERED EL@CTRICAL ENGINEER
Z
1-18-11
PLANS APPROVAL DATE
THE STATE OF CALTFORNIA OF /75 OFF/CERS
OF AGENTS SHALL NOT BE FKESFONS/IBLF FOR
THE ACCURACY OF COMPLETENESS OF SCANNELD
COFPIES OF THIS FLAN SHEET.
()
o | o
o |
v |« PROJECT NOTES: (THIS SHEET ONLY)
S|
o <C
< 244, 1#8 (G).
2| |RC LUMINAIRE HEAD. INSTALL 310 W HPS LUMINAIRE HEAD.
< RELOCATE LUMINAIRE HEAD TO NEW ADJACENT ELECTROLIER
< AND [RC| Exist ELECTROLIER AFTER TEMPORARY LIGHTING IS NOT
O NEEDED ANYMORE, OR AS DIRECTED BY THE ENGINEER.
2| =
Ve
o | F INSTALL 40’ WOOD POLE. SEE E-18 FOR DETAILS.
= |
= |7 RC| AFTER TEMPORARY LIGHTING IS NOT NEEDED ANYMORE,
n OR AS DIRECTED BY THE ENGINEER.
1V5"C, 2#4, 1#8 (G).
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o < N
o (' o) Z o
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oS CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS, A To [ INE. SEE SHEET Eo1a SCALE: 1" = 50° gz
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FOR ACCURATE RIGHT OF WAY, CONTACT RIGHT
OF WAY ENGINEERING AT THE DISTRICT OFFICE.
PROJECT NOTES: (THIS SHEET ONLY)
1 2#4, 1#8 (G).
2] [RY |UMINAIRE. INSTALL 310 W HPS LUMINAIRE.
RELOCATE LUMINAIRE TO NEW ADJACENT ELECTROLIER
AND |RC| Exist ELECTROLIER AFTER TEMPORARY LIGHTING IS NOT
~ NEEDED ANYMORE, OR AS DIRECTED BY THE ENGINEER.
> L
- g 3| INSTALL 1!4"C, 2#4, 1#8 (G).
i
> | 4| INSTALL 40’ WOOD POLE. SEE E-18 FOR DETAILS.
<C
= RCI AFTER TEMPORARY LIGHTING IS NOT NEEDED ANYMORE,
OR AS DIRECTED BY THE ENGINEER.
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<T ®
=
= WARNING
5’ .b BEFORE STARTING WORK ON EXISTING SERIES LIGHTING
L CIRCUITS THE CONTRACTOR SHALL OBTAIN DAILY SAFETY CIRCUIT
o CLEARANCE FROM SERVING COMPANIES, DISCONNECT CIRCUITS,
Ll-l I I
=l AND PLACE "MEN AT WORK" SIGNS NEAR OPEN SWITCHES.
= 8

MATCH LINE, SEE SHEET E-13

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

Dist | COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
07 LA 14 R29.0/R31.2 37 47
(3;a££%§;;;:3 10/18/10
REGISTERED ELECTRICAL ENGINEER
P
2 1-18-11

PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS

OF AGENTS SHALL NOT BE RESFPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

LIGHTI

(TEMPORARY)
SCALE: 1" = 50’

=>24-JAN-2011
=> 11:08

DATE PLOTTED
TIME PLOTTED

E-14

LAST REVISION

01-14-11

USERNAME => trmikes|

BORDER LAST REVISED 7/1/2010 DGN FILE => 72x370ua014.dgn

RELATIVE BORDER SCALE
IS IN INCHES
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UNIT
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Dist| COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
07| LA 14 R29.0/R31.2 | 32| 47
(s 10/18/10
REGISTERED ELECTRICAL ENGINEER
1-18-11
PLANS APPROVAL DATE
THE STATE OF CALIFORNIA OF /7S5 OFF/CERS
OF AGENTS SHALL NOT BE RESFONSIBLE FOR
THE ACCURACY OF COMFLETENESS OF SCANNELD
COFIES OF THIS FPLAN SHEET.
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Dist| COUNTY ROUTE T$¥ff_$g55§CT SﬁEET §§EE¥S
o7 LA 14 R29.0/R31.2 33 47
2 Kw@ 10/18/10
25 REGISTERED ELé%TRICAL ENGINEER
\ - 1-18-11
_ PLANS APPROVAL DATE
3% THE STATE OF CALTFORNIA OF /75 OFF/CERS
(/ OF AGENTS SHALL NOT BE FKESFONS/IBLF FOR
( THE ACCURACY OF COMPLETENESS OF SCANNELD
m COFPIES OF THIS FLAN SHEET.
L 120/240 V SERVICE
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FOR WIRING DIAGRAM LEGEND, SEE SHEET E-15.
THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

Dist | COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
o7 LA 14 R29.0/R31.2 34 47

v 7~ >
, '/* <=
(KT L Xt

REGISTERED EL®

1-18-11
PLANS APPROVAL DATE

THE STATE OF CALIFORNIA OF 175 OFFICERS

OF AGENTS SHALL NOT BE RESFPONSIBLE FOR

THE ACCURACY OR COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.

MODIFY LIGH

SIGN
(WIRING DIAGRAM)

NO SCALE

E-17

=>24-JAN-2011

DATE PLOTTED

LAST REVISION

00-00-00| TIME PLOTTED => 11:08

BORDER LAST REVISED 7/1/2010

USERNAME => trmikes |
DGN FILE => 72x370ua0l1

$udgm
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Dist| COUNTY ROUTE T$¥ff_$g55§CT SﬁEET §§EE¥S
N LA 14 R29.0/R31.2 35 47
(s 10/18/10
( ) REGISTERED ELECTRICAL ENGINEER
NOTES: (THIS SHEET
1-18-11
1. ALL OVERHEAD CABLE SHALL BE SLACK SPANNED WITH PLANS APPROVAL DATE
20" MINIMUM OVERHEAD CLEARANCE. L S
THE ACCURACY OF COMFLETENESS OF SCANNELD
2.COLOR CODING ON MULTI-CONDUCTOR CABLE NEED NOT COPIES OF THIS PLAN SHEET.
CONFORM TO THE STANDARD SPECIFICATIONS REQUIREMENT.
3. POLES SHALL BE GUYED OR RAKED WHERE NECESSARY.
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Q ;
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a <C Ay
= | OVERHEAD CONDUCTORS
- WEATHERHEAD fa =
O N \
<
@) o /
o Min 3" OF SLACK
D
% = FOR DRIP LOOP
V)]
o |+
= | >
O
Lol
O
S | 5
= O
S
Sol o
=qn L ,
OO O 40 WOOD POLE\\\\\\&:=
4’ s
o e ' T
3 1" X 4" LAG SCREW I
= 11/,"C RISER STRAPPED
L TAPERED TO WOOD POLE
a -
2l 2 WASHER (INSTALLED ONLY WHERE NEEDED)
2
Z >
— CONDUIT STRAPS
= | 3" SPACING TYPICAL
D)
N . - 0.4" X 3" \.
K STEEL PLATE
|
% 4 1" ¥ 2" BOLT 1 X 2 BOLT
=INT
< NN
'n_: [7p) TAPERED WASHER
S
a- ml I I
£ o) 1 X 4 LAG SCREW
=
5| 9 |
—| Lk PULL BOX WHERE
SR WIND ANCHOR SHOWN ON PLANS
= -
.2:—: ﬂ: TO BE INSTALLED PERPENDICULAR TO MAST ARMS 5 &
&] (' AND 2 Min BELOW GRADE N - Z
S| = = = o
| - v > %J:
I
<T ® 0O N
— POLES SHALL BE INSTALLED 5’ BACK P
= LIGHTING =
Ez FROM EDGE OF SHOULDER, OR AS DIRECTED T
- S BY THE ENGINEER (TEMPORARY) oy
< =
(&5 ) O+
L B TEMPORARY LIGHTING WOOD POLE (WOOD POLE INSTALLATION DETAILS) =
C
e NO SCALE o <
= ¥ E-18 |~
b; t‘ THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY. 2 —
-l o

BORDER LAST REVISED 7/1/2010

USERNAME => trmikes|
DGN FILE => 72x370ua018.dgn

RELATIVE BORDER SCALE 0 1 2 3
IS IN INCHES \ \ \ |
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DIST) COUNTY ROUTE TOTAL PROJECT | No. |SHEETS
07 LA 14 R29.0/R31.2 36 4
Direction of Trave| i Q,“ A W
Q» < F'QEGISTERED CIVIL ENGINEER
Type R | = hc o, Rande!| D. Hiatt
Marker 400L8s) | 700LBS) (1400LB | (1400LBS 2100LBSJL = ;ng }{EENGS fpspso%aff o No.. £50200
Panel — — , , xp..6=30-09
] — Temporary railing The State of California or its officers or &
AN AN: (Type Kl or Fixed object L R N
400LBS)| (700LBS) (1400189 |(1400LBY (2100LBS {E T o
= To accompany plans dated 1-18-11
Direction of Trave| g :?é Direction of Trave| i :O>O< Temporary railing
L= 5i_Q" T = (Type K) or
. , — = fixed obstacle
ARRAY "TU14 | -
1400LBY (1400LBY|(1400LBY (2100LBS a= N
Approach speed 45 mph or more Type R NI m
Marker 1400LBS —
Ponel\ Sl x “lm
‘ 400LBS)|{ TOOLBS) (1 400LBS 1400LBY (1400LBS [(1400LBY (2100LBS 18 (0))
(e
Direction of Trave| g 1400LBS — _
2/__O|| \\\\\\\\\\\\\\\\\\H/ 10 fE $MW'
£ Vv, -« 1400LBY (1400LBS [(1400LBY (2100LBS s m
_ QN
Type R | olc Ol » - | L
Marker 1400LBY (1400LBS [{1400LBS 21OOLBSi E|\|§ = T8 (7)
Panel — . . \_
\\ — Temporgr‘y rG|||ng Direction of Travel =g
400LBS)| | TOOLBS){1400LBS (Typ_e K) or fixed object m
olc o
1400LBY (1400LBS |{1400LBY (2100LBS El\JE T ARRAY \ TU1 7’
. Approach speed less than 45 mph (d))
o| X
Direction of Trave| =i S8 v
\ , L
ARRAY " TUTT -
Approach speed less than 45 mph ﬂmw
1. @ Indicates sand filled module location and .y
weight of sand in pounds for each module.
Module spacing is based on the greater O
diameter of the module.
i) X 4§lL44>- — éﬁl——>- ——— = E;
, , | _ Max Max = 2. All sand weights are nominal. U
Direction of Trave| - i = ©lCc o
2'-0" - L= i 3. Temporary crash cushion arrays shall not encroach
™ @ @ on the traveled way. )~
‘ . - . . . HHH\H::: WHHH\
4. Place the +Op of Type R marker pGne|1 bel|ow il
Type R 400LBS) | (700LBS) (140018 | (1400LBY (2100LBS l | w w | L gce The Top
Marker X
Pane | 400LBS I g o) E | 5. Refer +o Standard Plan AT73B for marker details. mw
| JlL o — M= criteria. O
400LBS 0 |
| 6" 7. Use of pallets is optional.
400LBS) [{ T00LBS) (1400LBS [{1400LBY (2100LBS YR Modules o
o e -
78 “’[-C >
Direction of Travel i — N
:(\JX
>~
ARRAY ‘TU21’ Pallet v?
1 | STATE OF CALIFORNIA
Approgch Speed 45 mph or more \Roadwcy surface % DEPARTMENT OF TRANSPORTATION
ELEVATION
See Note 7
NO SCALE
RSP T1A DATED JUNE o6, 2008 SUPERSEDES STANDARD PLAN T1A
DATED MAY 1, 2006 - PAGE 211 OF THE STANDARD PLANS BOOK DATED MAY 2006.

5-15-08



<= Direction of Travel _, _, x
2 -0 < = O
> O|=
Type P
gg;Zfr 1400LB9 | (1400LB9) | (1400LBS | (2100LBS
~400L85)|( 700LB3)(1400LBS -1
1400LB9 | (1400LBY |(1400LBY | (2100LBS N
Direction of Trave| i
ARRAY ‘TB11°
Approach speed less fthan 45 mph
- [irection of Travel - é
2/_OII @E
Type P
gcwﬂ<fr‘ 400LBS){( T00LBS)|(1400LBY | (1400LBY | (2100LBS
ane
\\\\\*{ZOOLBS 200LBS )| ( 400LBS)( 400LBS A
400LBS) | ( T00LBS){(1400LBY | (1400LBS | {2100LBS =

Direction of Trave| i

ARRAY

'TB1

Zl,

Approach speed 45 mph or more

Temporary railing (Type K) or temporary end of
concrete barrier or temporary end of thrie beam
barrier or fixed object

Temporary railing (Type K) or temporary end of
concrete barrier or temporary end of thrie beam
barrier or fixed object

Max Max ™

(,\I:

’r
“

T
Max

ﬁ;x r“ Modules
;////‘/
PGHeT\\\\\ %%é
\\L\Rocdwcy surface | %
ELEVATION
CRASH CUSHION PALLET DETAIL
See Note 7

NOTES:

. )

DIST] COUNTY ROUTE TO?%ETPgébEET Sﬁﬁ§f gﬁgg%é
N LA 14 R29.0/R31.2 37 47

bl O. AL

REGISTERED CIVIL ENGINEER

Randel! D. Hiatt

June 6, 2008

.. £50200

PLANS APPROVAL DATE

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan
sheeft.

1-18-11

To accompany plans dated

Indicates sand filled module location and weight

of sand in pounds for each module. Module
spacing is based on the greater diameter of
The module.

2. All sand weights are nominal.

3. Temporary crash cushion arrays shall not encroach
on the traveled way.

4. Place the Type P marker panel so that the bottom
of the panel rests upon the pallet.

Refer t+o Standard Plan A73B for marker details.

©. Approach speeds indicated conform to NCHRP 350 Report
criteria.

7. Use of pallets is optional.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

(BIDIRECTI
NO SCALE

RSP T1B DATED JUNE 6, 2008 SUPERSEDES STANDARD PLAN T1B

DATED MAY 1, 2006 - PAGE 212 OF THE STANDARD PLANS BOOK DATED MAY 2006.

V1S d3SIA3d 900¢

Vid ddvdad

dll dSd

REVISED STA

RSP T1B

5-15-08



POST MILES SHEET| TOTAL
TOTAL PROJECT NO. |SHEETS

N LA 14 R29.0/R31.2 | 38 | 47

et . AL

REGISTERED CIVIL ENGINEER

DIST| COUNTY ROUTE

Randel! D. Hiatt
__C50200

June o6, 2008
PLANS APPROVAL DATE

Direction of trave| ek
[ he State of California or its officers or
/ 2 / ou agents shall not be responsible for the accuracy

i(lD Edge of traveled way *% gg@zzmp/efeness of electronic copies of this plan

L0 Type P q] See Note 4 o

0 Marker 1400LBY |(1400LBY| (1400LBY |(2100LBY| < Temporary railing (Type K) To accompany plans dated 1-18-11
+ Panel JLE or fixed object

= [ 400LBS)|( 700LBS ) (1400LBS N =

I

L 1400LBY | {1400LBS) | {1400LBY | 2100LBS NOTES:

Edae of shoulder’/ é ? 1. @ Indicates sand filled module location and weight of sand
d See Note 3 in pounds for each module. Module spacing is based on

the greater diameter of the module.

2. All sand weights are nominal.

\ /
ARRAY TS1 1 3. The temporary crash cushion arrays shown on this plan shall
Approach speed less than 45 mph be used only in locations where there will be traffic on one
See Note 9 side of the temporary crash cushion array.

4, If the fixed object or approach end of the temporary railing
is less than 15'-0" from the edge of traveled way, a temporary

) ) crash cushion is required in a construction or work zone.
Direction of Travel|l et 9

V1S d3SIA3d 900¢

_ / 5" 5. Temporary crash cushion arrays shall not encroach on the

\? Edge of traveled way ﬂ }7 3 ot 4 fraveled way.

0 N ce Note o 6. Arrays for median shoulders shall conform to details shown

o 400LBS)| (700LBS) |(1400LBY | (1400LB | (2100LBS Temporary railing (Type K) on fhis plan for outfside shoulders.

it Type P\ or fixed object

_ Marker 200LBS)( 200LBS)( 400LBS) (400LBS (. Place the Type P marker panel so that the bp++om of the

O Panel panel rests upon the pallet and faces fraffic.

© A00LB5)1{ 100LBS) {7 400189 | {1400L8% ) (210085 8. Refer to Standard Plan A73B for marker details.

% g 9. For shoulder widths less than 8'-0", appropriate approved P

g £ should crash cushion protection, other than sand filled modules,

ge or shoulder See Note 3 shall be provided at fixed objects and at approach ends of

temporary railing. The specific type of crash cushion shall
be as shown on the project plans or as specified in the
Special Provisions, or if not shown on the project plans or

ARRAY \ -|-51 4/ specifigd in the Special Provisions, shall be as approved by
The Engineer.

Approach speed 45 mph or more

Vid ddvda

See Note 9 10. Approach speeds indicated conform to NCHRP 350 Report
criteria.
11. Use of pallets is optional.

3" o 3" o é g
M ax M ax TY) > il
YN 7
PLAN : -
PLAN .5 %

6II
Max W Modules
/ STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

/2"

Max
=]
m
1
U
o
X
e
Y
<
O
2
e
N
- -
O
e
N
-
®

PolleJr\] | TL
N %

Roadway surface

D FILLED

INSTALLATIO!

RSP T2 DATED JUNE 6, 2008 SUPERSEDES STANDARD PLAN T2

CRASH CUSHION PA'—I—ET DETAII— DATED MAY 1, 2006 - PAGE 213 OF THE STANDARD PLANS BOOK DATED MAY 2006.
See Note 11
REVISED STANDARD PLA RSP T2

5-15-08



Gravel Bag Berms placed
to intercept runoff from
converging directions

Drainage Inlet at
sag or low point

Curb or D'Ke\\\\

FLOW OV

Edge of Traveled Way

<~ ROADWAY ——~
PLAN

CONFIGURATION FOR SAG POINT INLET
(GRAVEL BAG BERM)

Spillway

Stack gravel-filled bags 1-layer high
for spillway and 2-layers high for
remaining berm

End of Gravel Bag Berm

Extend as necessary to force
ponded runoff over spillway
instead of out flanking around
end of berm.

PERSPECTIVE

Interval (See Table)

T

GRAVEL BAG BERM (TYPE 3A) SPACING TABLE

SLOPE OF ROADWAY (PERCENT) 1 to 3.9 | 4 to 5.9 o to 7.9

8 to 10

10+

POST MILES |SHEET] TOTAL
DIST] COUNTY ROUTE TOTAL PROJECT NO. |SHEETS
R29.0/R31.2 39 47

INTERVAL BETWEEN BERM

100’ 75’

50

25’

12°

07 LA 14
Vi

At —

For slope of less than 1%, instal

Flow

=

N NP2

Place additional bags on top of
curb and upstream of Gravel Bag
Berm to prevent over topping.

Install gravel-filled bags flush
against curb or dike face.

Construct Gravel Bag Berm
by tightly abutting gravel-filled
bags to eliminate gaps and voids

|
| - Spillway
|

Gravel Bag Berm

/ | [ C\
Sidewalk or

Shoulder Backing

Curb or Dike l
Drainage Inlet 4'-0" Min from Edge
of Traveled Way
W <—— ROADWAY ——»
PLAN

TEMPORARY DRAINAGE
INLET PROTECTION (TYPE 3A)

(GRAVEL BAG BERM)

Trench and embed erosion
control blanket or geosynthetic
fabric in trench adjacent to
drainage inlet

SECTION A

-A

Linear Sediment Barrier

(Gravel Bag Berm Shown)
N)
%% ////7
£ Y

Concentrated
Flow

barriers only if erosion/sediment is prevalent

August 15, 2008

"LICENSED LANDSCAPE ARCHITECT

PLANS APPROVAL DATE

Frosion Control Blanket
or Geosynthetic Fabric

sheet.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan

Staple

Linear Sediment
Barrier (Gravel Bag NOTES:
Berm Shown)

apron and secure

To accompany plans dated

3. Install a minimum of 3 gravel
upstream of each drainage inlet to be
protected.

4, Position erosion control blanket or
geosynthetic fabric at edge of concrete

in trench.

1. Place safety cones adjacent to drainage
inlet protection.

bag berms

2. Dimensions may vary to fit field conditions.

5. Erosion control blanket or geosynthetic fabric
is not required if the area adjacent to
the drainage inlet is vegetated or paved.

Spillway with single layer
of gravel-filled bags

Drainage Iigii//2;d$
X
¢
2

*( / YO
~
—— Concrete apron
il R i A e ! (If present, See Note 4)
| .
>{ :] /i )<
: ) :§% i <— Construct Gravel Bag Berm
: . by tightly abutting gravel-filled
’ L) \\?\"“““‘ [ ‘ bags to eliminate gaps and v
\ T : _/
AR e N
\ ./ ! N
A ' R N \ A
SN B 722 : L <
Sheet Flow (7 : _\<§§%\ T | ™ Sheet Flow
/—__T—\ _________________ : Secure Erosion Control
| ;égg', i Blanket or Geosynthetic
| L/ | _/ Fabric with Staples
\ , \_ J (See Note 5)
) R
N | RN | DRI PSPPI (NS = Edge of Erosion Control
Blanket or Geosynthetic Fabr
NS J
A S St e
¥
Q
PLAN /
%
TEMPORARY DRAINAGE TEMPO%’(‘)RY WATER PO
INLET PROTECTION (TYPE 3B)

oids

B B

)

STAPLE DETAIL

ic

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

(TEMPORARY DRA

LET PROTECT

NO SCALE

NSP Toez2 DATED AUGUST 15, 2008 SUPPLEMENTS
THE STANDARD PLANS BOOK DATED MAY 2006.
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ELECTROLIERS

35 specified.

36-20A

project plans.

High mast light pole
STANDARD %;%é% J J &

TYPES
;:E o K:E Double Arm lighting standard
15, 15D
e (:}___*; Existing electrolier
STRUCTURE
21, 21D (:}————O Flectrolier foundation (Future installation
STRUCTURE ( )
30 NOTES:
3 1. Luminaires shall be 310 W HPS when

installed on Type 21, 21D, 30, 31, 32, 35
and 36-20A Standards, unless otherwise
30 specified. Luminaires shall be 200 W
HPS when installed on other type
standards or poles, unless otherwise

2. Luminaires shall be the cutoff type,
ANSI Type II medium cutoff lighting
distribution, unless otherwise specified.

3. Variations noted adjacent to symbol on

QZ%———O Electrolier (see project notes or project plans)

Qb————# Luminaire on wood pole

CF

DH

FA

IS

NS

PEC

PEU

RC

RE

RL

RR

RS

SC

SD

SF

TSP

STANDARD NOTES:

Abandon. If applied to conduit, remove conductors.

Install pull box in existing conduit run.

Pedestrian barricade, type as indicated on plan.

Install conduit into existing pull box.

Connect new and existing conduit. Remove existing conductors

and install conductors as indicated.

Conduit to remain for future use. Remove conductors. Install

pull wire or rope.

Detector handhole.

Foundation to be abandoned.
Install sign on signal mast arm.
No slip base on standard.
Photoelectric control.

Photoelectric unit.

Equipment or material to be removed and become the property

of the Contractor.

Remove electrolier, fuses and ballast. Tape ends of conductors.

Relocate equipment.

Remove and reuse equipment.
Remove and salvage equipment.
Splice new to existing conductors.

Service disconnect.

Standard to remain for future use. Remove luminaire, pole

conductors, fuses and ballast.

Telephone service point.

ABBREVIATIONS AND EQUIPMENT DESIGNATIONS

PROPOSED EXISTING

BBS bbs Battery backup system
BC bc Bolt circle
C C Conduit
CCTV cctv Closed circuit television
CKT ckt Circuit
CMS cms Changeable message sign
DLC dlc Loop detector lead-in cable
EMS ems Extinguishable message sign
EVC evc Emergency vehicle cable
EVD evd Emergency vehicle detector
FB fb Flashing beacon
FBCA fbca Flashing beacon control assembly
FBS fbs Flashing beacon with slip base
FO fo Fiber optic
G G Ground (Equipment Grounding Conductor)
GFCI GFCI Ground fault circuit interrupt
HAR har Highway advisory radio
HE X he X Hexagonal
HPS hps High pressure sodium
IISNS iisns Internally illuminated street name sign
ISL is Induction sign lighting
LED led Light emitting diode
LMA Ima Luminaire mast arm
LPS Ips Low pressure sodium
LTG I+g Lighting
LUM lum Luminagire
MAT mat Mast arm mounting vehicle signal faces,
Top attachment
MAS mas Mast arm mounting vehicle signal faces,
side attachment
MAS-4A mas-4A Mast arm mounting vehicle signal faces,
MAS-4B mas-4B side attachment - 4 signal section
MAS-4C mas-4C
MAS-5A mas-5A Mast arm mounting vehicle signal faces,
MAS-5B mas-5B side attachment - 5 signal section
MC mc Mercury contactor
M/M m/m Multiple to multiple transformer
MT mt Conduit with pull wire or rope only
MTG mtg Mounting
mv Mercury vapor lighting fixture
N N Neutral (Grounded Conductor)
NC NC Normally closed
NO NO Normally open
PB ob Pull box
PEC pec Photoelectric control (Type I, I, II, IV or
Y as shown)
PED ped Pedestrian
PEU peu Photoelectric unit
PPB pPpb Pedestrian push button
RL Relocated equipment
RM m Ramp metering
SB sb Slip base
SIC sic Signal interconnect cable
SIG sig Signal
SMA sma Signal mast arm
SNS sSNs Street name sign
SP sSp Service point
TDC tdc Telephone demarcation cabinet
TMS tms Traffic monitoring station
TOS tos Traffic Operations System
VEH veh Vehicle
XFMR Xfmr Transformer
COMM comm Communication
RWIS rwis Roadway weather information system

RSP ES-1A DATED OCTOBER 5, 2007 SUPERSEDES STANDARD PLAN ES-1A
DATED MAY 1, 2006 - PAGE 400 OF THE STANDARD PLANS BOOK DATED MAY 2006.

DIST| COUNTY ROUTE

POST MILES SHEET| TOTAL
TOTAL PROJECT NO. |SHEETS

O

R29.0/R31.2 | 40 47

Uil 5 W Fae,

October 5, 2007

REGITERED ELECTRIGAL ENGINEER

Jeffery G. McRae
E14512

PLANS APPROVAL DATE

No.

or completeness of electronic copies
sheet.

I he State of California or its officers or
agents shall not be responsible for the accuracy

ELECTRICAL
of this plan

To accompany plans dated 1-18-11

SOFFIT AND

WALL

MOUNTED LUMINAIRES

Flush, 70 W HPS

Existing soffit
TOo remain unmo

ddd L

Existing soffit
to be modified

NOTE =

Arrow indicates ''street side"

of luminaire.

STATE OF CALIFORNIA

DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYS
(SYMBOLS A

NO SCALE

Pendant, 70 W HPS
unless otherwise specified.

unless otherwise specified.

Wall surface, 710 W HPS
unless otherwise specified.

D ABBREVIATIO

900¢

or wall luminaire
dified.

or wall luminaire
as specified.

V.S d3ISIA3dd

Vid ddvabhr

Vi-S§3 dSd

TEMS

REVIS

ED STA

DARD PLA

RSP ES-1A

7-10-07



CONDUIT

Lighting Conduit, unless otherwise
indicated or noted

Traffic signal conduit
Communication conduit
Telephone condui+t
Fire alarm conduit

Fiber optic conduit
RSP

Conduit termination E2Z9A

Conduit riser in/on structure or
service pole

SERVICE EQUIPMENT

PROPOSED EXISTING
C C
T T
F f
—FO — — —fo — —
= ]
R r
PROPOSED EXISTING
__OH _________oh
Y
¥
10T
//_____
T T

Overhead lines

Wood pole "U" indicates
utility owned

Pole guy with anchor

Utility transformer - ground mounted

Service equipment enclosure type

Service equipment enclosure
door indicates front of enclosure

Telephone demarcation cabinet

POLE-MOUNTED SERVICE DESIGNATION

,//——————-Type of installation

TYPE H SERVICE - 28'-10"

<—— Pole height above grade

e

PROPOSED

o o

=

ILLUMINATED OVERHEAD SIGN

EXISTING

|
S

\

N~
-
-
—_— -

-7
-7
1

N e
—_—_—— - N — — — A

AR
— A

l

7N~
e L
-

Overhead sign - Single post
Overhead sign - Two post

Overhead sign - Mounted
on sTtructure

Overhead sign with electrolier

PROPOSED

SIGNAL EQUIPMENT

EXISTING

Pedestrian signal face

Pedestrian push button post

Pedestrian barricade

Vehicle signal face (with backplate, 3-Section:
red, yellow and green)

Vehicle signal face with angle visors

Modifications of basic symbols:
"L" Indicates all non-arrow sections louvered
"LG" Indicates louvered green section only
"PV" Indicates 12" programmed visibility
sections
"8" indicates all 8" sections (only
when specified)

Type 15TS and Vehicle signal face

Vehicle signal face with red, yellow and green
left arrow sections

Vehicle signal face with red and yellow
sections and up green arrow

Vehicle signal face (5 Section) with red, yellow and
green sections and yellow and green right arrows

Type 1 Standard and attached vehicle signal faces

Standard with signal mast arm only and
attached vehicle signal faces and internally
IIluminated sftreet name sign

Type 33 Standard, Left-turn vehicle signal face
and sign

Standard with luminaire and signal mast arms
and attached vehicle signal faces

Cantilever flashing beacon Type 9 Frame, with @
sign unless otherwise specified or Indicated

Type 15-FBS Standard with two vehicle signal face
sections with lens, backplate and visor with a sign

Flashing beacon. One vehicle signal face section
with lens, backplate and visor. "R" indicates red
indication, "Y" indicates yellow indication

Controller assembly. Door indicates front of
cabinet

SIGNAL

DIST

COUNTY

ROUTE

POST MILES
TOTAL PROJECT NO .

0O

R29.0/R31.2 | 41 47

Uil 5 W Far,

REGIISTERED ELECTRICAL ENGINEER

October 5, 2007

Jeffery G. McRae
E14512

PLANS APPROVAL DATE

No.

sheet.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan

ELECTRICAL

EQUIPMENT Cont

PROPOSED

o—E=

(SYMBOLS A

DATED MAY 1, 2006 - PAGE 401

To accompany plans dated

EXISTING
O Guard post
O---i1 Type
—<
NOTES:

Standard with "Meter On'" sign

Emergency Vehicle detector

1. All signal sections shall be 12" unless
shown otherwise.

2. Signal heads shall be provided with
backplates unless shown otherwise.

3. Signal indication shall be LED.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS

D ABBREVIATIO

NO SCALE
RSP ES-1B DATED OCTOBER 5, 2007 SUPERCEDES STANDARD PLAN ES-1B

OF THE STANDARD PLANS BOOK DATED MAY 2006.
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POST MILES |SHEET] TOTAL
DIST] COUNTY ROUTE TOTAL PROJECT NO. |SHEETS
0 R29.0/R31.2 47 47

!’ LA 14
FQUIPMENT IDENTIFICATION WIRING DIAGRAM LEGEND M“Q*Z’Wﬁ“

————— External conductor

ILLUMINATED SIGN IDENTIFICATION NUMBER: CPB E?'e L break —— Conductor or bus October 5, 2007 Jetfery G. NcRae
Sign number - Place on post or structure A Arlnrceu;e e 1 Tie point CLANS APPROVAL DATE o2
ST Nn No. 12345 ; ° V VO|p‘|' Contactor coil I'he State of Callfornia or_/”fs officers or ELECTRICAL
: ; M Metered — = Contactor, Contact NO o complerencss o sletonie. coples of s piap
ranstormer raring Do NOT place NB  Neutral bus —F— Contactor, Contact NC
Lighting contfrol type OE; S+$nd0rd or GB  Ground bus , A Enclosure bond To accompany plans dated 1-18-11
Number and type of fixtures 6 STrHeTUre ﬁ (E;qurgngr QVZUH?FWQ(CI\DJO“?FUCT)OV |
rounded conductor (Neutra | :
. e Grounding electrode VEHICI_E DETECTORS
ELECTROLIER OR EQUIPMENT IDENTIFICATION NUMBER: = bl detector desianat
] . , , s ehicle detector designation
12345, - 15°-0, —6o»— Circuit breaker N
Mast arm length, if shown. g 5 J 9 U (@
Do not place on standard or structure. Receptacle e o
U = Upper
Equipment number - Place on standard or L = Lower ()]
structure. Existing equipment numbers are
shown in porenJrhesgisq ¥ PULI— BOXES Slot number in input file oy
. PROPOSED EXISTING S nout file (1 or J) et
CONDUIT AND CONDUCTOR IDENTIFICATION: . UL boxNo. & Unlese otheryice
11/,"C,, 2#10, 15%#14, 2 DLC S indicated or noted. - Phase L
‘ . oy
Number and size of conductors and cables
Size of condult in inches 3 ?M?J,) Pull box-Additional designations or PROPOSED EXISTING »n
! I descriptions m
31, 82, 2P, etc. Traffic phase identification for signal faces, — 7777 , , T Tvoe A detector loo
detectors and phase diagrams 3 = No. 35 pull box (C) = Commumccfﬂons pul | .bOX :l : OEJ/‘II?HHG of sawcut sr?c;wn, O
1 2 3 Project note numbers 5 = No. 5 pull box (E) = Pull box with extension -
6 = No. 6 pull box (S) = Sprinkler control pull box (/)
(A) © Equipment description, installation or item numbers 7 = No. 7 (Ceiling pull box) (21) = Anchor bolts and conduit for Type B detector loop. ]
8 = No. 8 (Pendant soffit 'l box) future installation of Type 21 Outline of sawcut Shown. mmm
1 2 3 Conduit run numbers - NO. ehdd oTTiT pu © Standard
_ . WWWW
9 — NO o 9 pu | | bOX ( T ) — T r—CI-F-F | C pu | | box \HHHMH\HHHH
SIGNAL AND LIGHTING STANDARD (TYPICAL DESIGNATION): 9A = No. 9A pull box Iype C detector 1oop o
\J 00, Saiaiaiel e etector loop.
J9A,-.3,- 100 T Outline of sawcut shown. p —
T Wind velocity = 100 mph mmw
Case 3 arm loading - )
Standard type R N Type D detector |oop.
S T T :
Standard Plan sheet number NN Outline of sawcut shown
Detail number or letter :
/ \‘, Type E detector loop. HW"'
\ ' Outline of sawcut shown.
N -~ _ - 7 [ HHHHHHH ”H

MISCELLANEOUS EQUIPMENT e

PROPOSED ~ EXISTING OUtTine of saweut Shown.

c™Ms . .
] L :cms Changeable message sign

< | <l_ ! Magnetic detector

4 l ¢ Closed circuit television camera

J1-§3 dSd

‘\',"J Highway advisory radio pole and antennad Detector handhole
- dh
EMS N ems o . bH
[ ] L . Extinguishable message sign
I/__/ _/__/__/__/—I
|/ // // // // /. o o o
erea g . . A Microwave or video detection zone
B K R Detection device )
M m M = Microwave sensor
V \ V = Video image sensor

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS
(SYMBOLS AND ABBREVIATIO

NO SCALE

RSP ES-1C DATED OCTOBER 5, 2007 SUPERCEDES STANDARD PLAN ES-1C
DATED MAY 1, 2006 - PAGE 402 OF THE STANDARD PLANS BOOK DATED MAY 2006.
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NOTES-TYPE IT SERVICE EQUIPMENT ENCLOSURES:

10.

11.

12.

Service equipment enclosure and metering equipment shall meet the
requirements of the service utility. The meter area shall have a
sealable, lockable, weathertight cover that can be removed without
The use of tools.

Service eqguipment enclosures shall be factory wired and conform to
NEMA standards.

Dimensions of service equipment enclosures shall meet the requirements
of the service utility.

The dead front panels on Type Il service equipment enclosures shal
have a continuous stainless steel or aluminum piano hinge. The panel in
front of the breakers shall be secured with a latch or captive screws.
No live parts shall be mounted on the dead front panel.

The exterior door shall have provisions for padlocking. The padlock
hole shall be a minimum diameter of Yg'".

Enclosures housing transformers of more than one kVA shall have effective

screened ventilation louver of not less than 50 square inches. Screen shall be

stainless steel No. 304, with a No. 10 size mesh. Framed screen shall be
secured with at least four bolts.

Fasteners on the exterior of the enclosure shall be vandal-resistant and
shall not be removable from the exterior. Exterior screws, nuts, bolts and
washers shall be stainless steel,.

Landing lugs for incoming service conductors shall be compatible with
either copper or aluminum conductors sized to suit the conductors shown
on the plan. Landing lugs shall be copper or tin-plated aluminum. Neutral
bus shall be rated for 125 A and be suitable for copper or aluminum
conductors unless otherwise specified. The terminal shall include but not
be |imited to:

a) Incoming terminals (landing lugs)
b) Neutral lugs
c) Solid neutral terminal strip

At least 6 standard single pole circuit breaker spaces, ;"' nominal, shall
be provided for branch circuits. Circuit breaker interiors shall be copper.
Interiors of enclosure shall accept plug-in or cable-in/cable-out circuit
breakers.

Control wiring shall be 600 V, 14 stranded machine tool wire. Where subject
to flexing, 19 strand wire shall be used.

Main bus shall be rated for 125 A and shall be tin-plated copper.
A plastic laminated wiring diagram shall be provided with brass mounting

eyelets and attached fto the inside of the enclosure and the wiring diagram
shall be affixed to the interior with a UL or ETL approved method.

13.

14.

15,

16.

17.

18.

19.

20.

21.

An engraved phenolic nameplate on the dead front panel indicating the
function of each circuit or device shall be installed with
stainless steel rivets or stainless steel screws:

a) Adjacent to the breaker or device with character size a minimum
of |/8”=

b) A+ the top of the exterior door panel indicating State system number,
voltage level and number of phases with character size a minimum
of ?%6”,

The plan shows the approximate location of devices within the
enclosure. Components may be rearranged, however, the "working"
clearances within the service equipment enclosure shall be maintained.

In unpaved areas a raised portland cement concrete pad 2'-0" x 4" x width
of foundation shall be constructed in front of new service equipment
enclosure installation. Pad shall be set to elevation of foundation.

Foundation shall extend 2" minimum beyond edge of service equipment
enclosure.

Internal bus, where shown, is typical only. Alternative design of
proposed service equipment enclosure shall be submitted to the Engineer
for approval.

Plug-in circuit breakers may be mounted in the vertical or horizontal
position. Cable-in/cable-out circuit breakers shall be mounted in the
vertical position.

Type I-AF and Type I-BF service equipment enclosures shall have the
meter viewing windows located on the front side of the service equipment
enclosures.

Type I-AR and Type II-BR service equipment enclosures shall be
similarly constructed as Type II-AF and Type II-BF respectively,
except the meter viewing windows shall be located on the back side of
the service equipment enclosures.

Minimum clearance shall be required for front and back of service
equipment enclosure per National Electrical Code, Article 110.26,
"'Spaces About Electric Equipment (600 Volts, Nominal, or Less).

RSP ES-2C DATED OCTOBER 5, 2007 SUPERCEDES STANDARD PLAN ES-2C
DATED MAY 1, 2006 - PAGE 405 OF THE STANDARD PLANS BOOK DATED MAY 2006.

POST MILES |SHEET] TOTAL
DIST] COUNTY ROUTE TOTAL PROJECT NO. |SHEETS
0] R29.0/R31.2 43 47

Ul & W Far,

October 5, 2007

RVGIITERED ELECTRICHL ENGINEER

Jeffery G. McRae
E14512

PLANS APPROVAL DATE

No.

sheet.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan

ELECTRICAL

To accompany plans dated

STATE OF CALIFORNIA
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ELECTRICAL SYSTEMS
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NO SCALE
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Single-phase,
120/240 V, 3-wire by
the service utility

15 A, 120 V, 1P, CB

Lighting Control

Photoelectric unit (Note 7)

15 A, 1P, Test switch

Lighting Test Switch

60 A, 2PNO Contactor Lighting
15 A, 120 V, 1P, CB IISNS
30 A, 2PNO Contactor IISNS

Main bonding jumper

<;PG%/////Ground bus

secured to service

AL equipment enclosure

Reading cover,

DIST

COUNTY ROUTE

POST MILES SHEET

TOTAL PROJECT NO. |SHEETS

07

R29.0/R31.2 | 44

éZQMZW/ lﬁ%if?éﬁj

RECIKTERED ELECTRI@AL ENGINEER

October 5, 2007

Jeffery G. McRae

E14512

PLANS APPROVAL DATE

No.

sheet.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan

Continuous
piano hinge

- | T Meter socket

| Landing lugs

_—T —Removable dead
front panel

%(/"\U+IH+y ared

~—1 [ —Load side

pull area

See Note 106

oﬁ Revised Standard
Plan RSP ES-2C

FRONT VIEW
TYPE

See Note 1o

-B SERVICE EQUIPMENT

on Revised S+GﬂdGF5:
Plan RSP ES-2C

SIDE

VIEW

DATED MAY 1, 2006 - PAGE 407 OF THE STANDARD PLANS BOOK DATED MAY 2006.

Voltage ratings of service equipment shall conform

equipment items shall be provided for each service

TYPICAL WIRIN

TYPE

. Connect to remote test switch mounted on lighting

(6) shall be isolated from the

NO SCALE
RSP ES-2E DATED OCTOBER 5, 2007 SUPERCEDES STANDARD PLAN ES-2E

[-B SER

ES)

:L: 6" thick polycarbonate
M M <:> = ultraviolet-resistant
;i&\\ surface plastic window m——
[ T ———T=—-
| | — ==
T & - | T ———
Nl | | A
| | | :
Note 3} :_________:___—_—_—_—_—_—_—_—_—{NO-I_G 3 : I:I// NGmeplG-I_e ///I : :_ L___t
| | |l .
e @@ % : : continuous piano U |
uto _r_ ontinuous piano :
7 !E@ y ] | | N | hinged doorg 1T E—
N : T TN 1
gd0 ¥ Sign 1 i it J2a0 | \\\\ﬁ I
Hiumination? =7 T 7420 v Flashing beacons -——— ____ 120 V Signals ] lighting | | Padlock hasps |
T 120 V Irrigation-—— I :EFYT__ 120 V Ramp metering ——— ContinLous | | I :////
120 V TDC-— h : : | | Al !
g Space (metered) | : N : N plano hinge — e Lateh LGJrCh\AS i
Space (metered) % : lF--% ------ 120 V TISNS : : : I
Bl : Jk\\\%~5ervice section | i
|__"__h\\(:> | | with dead front | :
| | pGnelmHTh Continuous | .
: : piano hinge | I
| |
| | | [
120/240 V_SERVICE WIRING DIAGRAM (TYPICAL) I I (-
| | !
| | l |
- J | — —
1'-21/" = S .
FRONT VIEW SIDE VIEW
TYPE IM-B SERVICE (120/240 V) EQUIPMENT LEGEND | .~ Line
TEw S R | TYPE IM-BF SERVICE EQUIPMENT ENCLOSURE
5 eusrar Tus — S WITH PROVISIONS FOR ONE 100 A METER (TYPICAL)
(2 | Landing Iug (Note 6) conduit - NOTES: (FOR SERVICE EQUIPMENT ENCLOSURE)
(:) Test bypass facility - 6 1.
<:> Meter socket and support . to the service voltages indicated on the plans.
: Front Grounding electrode
(:} Terminal blocks location 2. Unless otherwise indicated on the plans, service
@ Neutral bus BASE FOR TYPE -B equipment enclosure as shown,
<:> Ground bus
. 3
Grounding electrode SERVICE EQUIPMENT E[\CLOSURE standards, sign post or structure when required.
(9) | 30 A, 2PNO Contactor Sign Illumination o ol Grounding - vo. () and
Photoelectric unit (Note 7) p\ bushing ,, seiT/ISceoenqmp?nnenJr enclosure.
(:) 15 A, 1P, Test switch Sign Illumination Test Switch ‘ .4*//$/r6round clamp ‘ \\ﬁ‘ ‘ ) 5 Met ot nall be 5 clip +
() 15 A, 120 V, 1P, CB Sign Illumination Control ( ) = i 6% ’///FG + HeTer socrets Shd © =P be
<:> 15 A, 120 V, 1P, CB Flashing Beacon 0 A KA N A ) — S TSR ) TS PR N TR “ 6. The landing lug shall be suitable for multiple
: b cols : oA s ducT o
30 A, 240 V, 2P, CB Sign Illumination 4 i A A1 i 18 car S e 5 conductors
. - Al vl A}.AF | . ;i gi ' ;i ;i-;i-& -;i-;i- H
@ 100 A, 240 V, 2P, CB Main Breaker = hi i” / G%ChOI’ bolts {| :H {L/ Sorvice 7. g}/rﬁgr%“%r;oﬂigg%igigéc o%orjrj;wremplsohngsl,l be used unless
30 A, 240 Vv, 2P, CB Lighting N H ii g (41"' —reggj"lriggwd bd i by conaui STATE OF CALIFORNIA
Signal i I iff e I TR LY
D |50 A, 120 v, 1P, CB onas service boad L il DEPARTMENT OF TRANSPORTATION
30 A, 120 V, 1P, CB Ramp Metering ‘ oy Grounding conadl ST A
20 A, 120 V, 1P, CB Irrigation Load electrode Grounding ELECTR CAL SYSTEMS
conduit electrode

20 A, 120 V, IP, CB

Telephone Demarcation Cabinet

ENCLOSURE FOUNDATION DETAILS

900¢

)
m
L
)
m
O
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Reading cover, ¥¢" thick polycarbonate e~
////<;gl+r0viole+—resis+0n+ surface plastic / =

window L

T

i ———||

Service Service
NO.

No. 2 i /

i PEU windowsJ/

TYPE

g -

4

|
-

B ettt iy sl Bt o

9
|

c
A

Test
S s§c+ion
_____________________________________ padlock window
TS -----—------—-—-—-—-—-—-—-—-—-—-—-—-—-—-—--—--= | hOSpS el i nt!
Distribution and control
section
O
J«—— Latch ————{]

::\\*Con+inuous
X piano hinge

Y Line
1 access
I cover

Single-phase A ____{5//<:> N <:>

120/240 V, >
3-wire service by the ([~~~ /=

service utility T |
/

Landing lugs

FRONT VIEW . SIDE VIEW

Continuous piano hinge
dead front panel latch

-CF SERVICE EQUIPMENT ENCLOSURE WITH

PROVISIONS FOR TWO 100 A METERS (TYPICAL)

1/—1<Y/Z”

%" @ Hole (Total 4)

K
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See Note 16 on

Revised Standard Plan RSP ES-2C

FOUNDATION DETAIL

— %" @ Min x 18" Galv
anchor bolts 4"-90° bend
(4 required)

240 V Sign
illumination| ---F
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PLANS APPROVAL DATE

No.

sheet.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan

To accompany plans dated

1-18-11

Main bonding jumper

Ground bus

. Unless otherwise indicated on the plans, service

eQU|pmen+ items shall be provided for each service

equipment enclosure as shown.

. Connect to remote test switch mounted on th+|ng
standards, sign post or structure when required.

[Tems NoJC)cnd shall be isolated from the
service equipmenT enclosure.

. Meter sockets shall be 5 clip type.

. The landing lug shall be suitable for multiple

conductors.

. Type Y photoelectric control shall be used unless

otherwise indicated on the plans.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

TYPE

NO SCALE

. . secured to N
! ! service (@)
I | equipment
; ; . V enclosure 8
| . ' ‘ . ¥ lighting
______ ! 120 V Flashing beacon -----; 120 V Signals L
120 V Irrigation ----42 120 V Ramp metering e .
120 V TDC--7~ A\ — q )
- I
Spoce<{— E | F-d----- 120 V TISNS
e R\\\\<::> W%m
(7
m
(7
TYPE II-C SERVICE (120/240 V) EQUIPMENT LEGEND HMW
ITEM [TEM >
NG . COMPONENT NAME PLATE DESCRIPTION NG COMPONENT NAME PLATE DESCRIPTION Ty
(1) |Neutral lug 30 A, 240 V, 2P, CB Sign Tllumination O
(2) |Landing lug (Note ©) (1) |100 A, 240 Vv, 2P, CB Main Breaker -
(3) | Test bypass facility 30 A, 240 V, 2P, CB Lighting g
<:> Meter socket and support <:> 50 A, 120 V, 1P, CB Signals
(5) | Terminal blocks 30 A, 120 V, 1P, CB Ramp Metering Ty
(6) |Neutral bus 20 A, 120 V, 1P, CB Irrigation Je:
(7) | 6round bus 15 A, 120 V, 1P, CB Lighting Control >
Grounding electrode @ Photoelectric unit (Note 7) -
<:> 30 A, 2PNO, Contactor Sign Illumination <:> 15 A, 1P, Test switch Lighting Control
Photoelectric unit (Note 7) @ 60 A, 2PNO Contactor Lighting 3
(1) |15 A, 1P, Test switch Sign Illumination Test Switch 15 A, 120 V, 1P, CB [1SNS Ty
(:) 15 A, 120 VvV, 1P, CB Sign Illumination Control (:) 30 A, 2PNO Contactor IISNS
@ 15 A, 120 V, 1P, CB Flashing Beacon 20 A, 120 V, 1P, CB Telephone Demarcation Cabinet| |ITl
7))
NOTES: (FOR SERVICE EQUIPMENT ENCLOSURE) :
1. Voltage ratings of service equipment shall conform N
to the service voltages indicated on the plans. T

ELECTRICAL SYSTEMS
(SERVICE EQL
TYPICAL WIRIN
-C SERIES)

RSP ES-2F DATED OCTOBER 5, 2007 SUPERCEDES STANDARD PLAN ES-2F
DATED MAY 1, 2006 - PAGE 408 OF THE STANDARD PLANS BOOK DATED MAY 2006.

REVISED STAN

DARD PLAN

RSP ES-2F

8-17-07



DIST) COUNTY ROUTE TOTAL PROJECT | NO. |SHEETS
L Pole 07 LA 14 R29.0/R31.2 | 46 | 47
LUMINAIRE ARM DATA . 6"
4% v || Bar 14" x /4" x 5" /gz;v% @%ﬂxﬂ\
PROJECTED |- oo | MINIMUM |MOUNTING - N L OO
LENGTH OD @ POLE| HEIGHT rovide removabie \
T VAl . raintight cap
* 60 34 36 94 ] January 18, 2008
8'-0" 35" 37'-3"+ “%'"'-11NC-1%;" long = PLANS APPROVAL DATE
_n" " 3/ r_ A HS cap screws, fotal 3 N = Forni : :
10'-0" | 0.1196 3%, | 380" o o ST T S e
/Al 3/ 1 _ A"+ or completeness of electronic coples of this plan
12'-0 374 39'-0"t oS i T 7o
,]5/_O|| 4|/4II 39/_6”i i: :_\NA ___:
** 20°-0° 0.1793" 5 37°-07¢ 214" 4 hole ii y i -~ To accompany plans dated 1-18-11
. L _\V I S
% Type 30 - arm length 6'-0" - 15'-0" maximum Chased edges for ; - |
L electrical conductors |
*x X Type 31 - arm lengths 20 -0 ] ' \ /2 NOTES:
| -]
/4 1V . : [
/a 1. Sheet steel shall have a minimum Yyield of
@L = 48,000 psi. o
1" L : : O
2. For slip base details see Standard Plan ES-6F. &
Projected length of — 3. For Type 30 fixed base use Type 15 base plate
luminaire arm DETAII— A TYPE 30 and foundation shown on Revised Standard Plan )
RSP ES-6A. Use 14" Dia x 3'-6" x 4" anchor bolts.
20'-0" : M
T 31 ¢ Pole 4. For Type 31 fixed base use Type 32 base plate,
, i anchor bolts an oundation on andar an -606.
ype 3, hor bolts and foundati Standard Plan ES-66 o
15'-0" Unless otherwise noted Provide removable o T Bar 2/, x 34" x 7" Py
T 20 raintight cap T - ) ° 5. Handhole shall be located on downstream side (d)p)
- ype See Detail A _— of traffic unless noted otherwise on plans. FIf
¥,"-10NC-2!4" long 6. For additional general notes refer to W
HS cap screws, total 4. ) _ Standard Plan ES- 7M.
Luminaire arm Tap pole plate. nQa ©
see table 3 ‘ %nz’ | (7))
II \Hﬁ[ :T_ Immmmmmdll
| 24" @ hole. T : -h| ] ﬂﬂmﬂ'
Chased edges for | ¥ e
electrical conductors o I A e a
N 5
P %S 5 ™ /6 >,
E 9II X /|II X 9II7 ﬂllmm
— c 7 X
\9\/
be - L 15" L O
o N
0
5 : DETAIL A - TYPE 31 U
o ‘=
) \l ﬂmmm
) o
(6p)] M I Ty pe 31 ou ﬂd -I_Gpe I’ed S—I_ee | DO | e @/—\ HHHHM\NH\H
E 6H X 103/4” Miﬂ OD X 35/_0” 1 - °E ol
2 wall thickness 0.1793". - —|=
g ° e -
o Type 30 round tapered steel pole 7777~ \{ ? o
c 37" x 8%," Min OD x 35'-0" k
£ wall thickness 0.1196". — U
3 . Metal sleeve at
L Detail B each weld joint FIf
, POLE SPLICE »n
Slip Base I I
0 1" x /4" Backing ring, (e))
— @[ tack weld 11
' ” ) =
O ST i} ( ! Pole wall
] = \ :
Conduit . i (T ! I
O Handhole (far side) I ! | STATE OF CALIFORNIA
: ! : ! \r /g DEPARTMENT OF TRANSPORTATION
: v : [ 5
ES-7N [ — ' /6
e : — / ELECTRICAL SYSTEMS
o © i A (LIG G STANDARD
CIDH Pile !
. | B
foundation CLE T10 ! / ( A ase K TYPES 30 %
LEVA N | \ |
- N NO SCALE
~
o RSP ES-oE DATED JANUARY 18, 2008 SUPERCEDES STANDARD PLAN ES-GE
DETAIL B DATED MAY 1, 2006 - PAGE 430 OF THE STANDARD PLANS BOOK DATED MAY 2006.

11-19-07



NOTES:

(FOR LIGHTING AND SIGN ILLUMINATION CONTROL)

1. The ballast voltages of

lighting fixtures and luminagires

shall match line service voltages.

2. Voltage rating of photoelectric controls shall conform

to the service voltage

indicated on the plans.

3. Terminal strip shall be provided for wiring to fixtures.

4. Type SC1A, SC2A, SC3A controls are similar to Types SC1,

SC2 and SC3

controls respectively except test switch and wiring are not required.

Photoelectric unit Photoelectric unit
//:;\\,/ /,::/\/
| |
Photoelectric unit Sy ) \ ) 15 A test
/,u-\v///fPho+oelec+r|c unit /,u~\<//// <~ _+4 ~_ switch
/e e . NEMA 3R
i \ 15 A test switch —— e : | PR R R NEMA 3R
\ / . ! AUTO | enclosure | JAUTO L, —
15 A test J . | L oo O Contactor , enclosure
. ~L+ NEMA 3R Contactor | P%N:;\\\\*\\‘* (120 V) I
switch o 1. S A S : coil (240 V) — | 15 A test o \:x#ﬂ» TEST |
AUTO I enclosure I | TEST! 1 eh I
I o I ‘\\\\4 AUTO | | S | SWITe . I
| | TTEST | | | | | |
: : ConI?c+or ) : TEST | : | | 1 A fuse
coil (120 V I o— I |
15 A 1-pole | | T T | - | 100 VA, 120/480 V |
g | | | }j> _ TR transformer
circuit breaker I 30 A 15 A, 2-pole X | _ I
\\\\f\\-————<> C’: = 120 V 1o : ) contactor circuit breaker ' T | | =~ 240 V fo |
q | "||gh+|ng fixtures | | > || | - | Ighting fixtures | -
| | or luminaires 19 | | | or luminaires | 480 V to lighting
NEMA 3R : (J | 15 A, 1-pole | 1 T L » 120 V +o | _%z | 15 A, 2-pole | ~ Tixtures or luminaires
enclosure<~\\\\\§| ? | circuilt breaker<~\\\\L\ & : _ lighting fixtures : | 30 A, 2-pole circuit breaker |
e _“__J | CZ | or luminaires | ] contactor 30 A, 2-pole
Ak | J 3K contactor
To 120 V = BK T 1~~~ 77 To 240 V =
. - W To 120 V = . R To 480 V =
service = service — W service = service =
For 120 V unswitched circuit ] ] .
with no more +han 800 W load. For 120 V unswitched circuit For 240 V and 480 V unswitched circuits
15 A test switch
15 A test switch 15 A test switch F—————— NEMA 3R
- | I L//////enclosure
________________________ I I
| 1 I 15 A, 1-pole
15 A, 2-pole | AL ! AUTO I
! — ! > P, NEMA 3R L AUTO circuit breaker | - - L :
NEMA 3R : AUlO /k//C'rCU'+ breaker enclosure : o I | TEST_® : - 120 V to lighting fixtures
enclosure ITEST 3%5| |TESTG\U > | | oo | I -
_\\\\\\| J o : | ? : : 120 V :
| ——— 240 V or 480 V | i ~ 120 V 10 | e b !
| i - +o lighting fixtures | . = lighting fixtures , 480N\
e |- — b—-—— - -~ ! [ 500 VA
To test SU— To tes+ - TO.:9§+ . .+< | | transformer
switch circuit = switeh circui+ — SWITCN CIFrCuUlT < i | A e
< | | use
. 15 A, 2-pole |\—//«QC |
To 240 V or = = BK circult breaker : I STATE OF CALIFORNIA
480 V service = To 120 V = W L } DEPARTMENT OF TRANSPORTATION
service =———F+#——+4 . ET T T T T T e T T T T T T
BK
To 480 v — ELECTRICAL SYSTEMS

For 240 V or 480 V switched circuit,
see Note 4 for Type SCTA

For 120 V switched circuit,
see Note 4 for Type SCZA

POST MILES |SHEET] TOTAL
DIST] COUNTY ROUTE TOTAL PROJECT NO. |SHEETS
o7 R29.0/R31.2 47 47

Wﬁ W?‘Q@b

REGIETERED ELECTRICAL ENGINEER

Jeffery G. McRae
E14512

October 5, 2007
PLANS APPROVAL DATE

No.

T he State of Callfornia or Its officers or
agents shall not be responsible for the accuracy
or completeness of electronic coples of this plan
sheeft.

ELECTRICAL

To accompany plans dated

For 480 V switched sign circuit,

see Note 4 for Type SC3A

RSP ES-15D DATED OCT
DATED MAY 1,

2006 - PAGE 472 OF THE STANDARD PLANS BOOK DATED MAY 2006.

OBER 5, 2007 SUPERCEDES STANDARD PLAN ES-15D

REVISED STA

RSP ES-15D
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