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NOTES:

1. Wye strainer and fittings must be the same size as
the backflow preventer shown on the plans.

2. Backflow preventer assembly manifold pipe must be the same pipe
as the supply line (main) Fipe to be installed from the
water meter to the backflow preventer assembly.

3. All metal in contact with soil and Portliand Cement Concrete must be

wrapped with 2" wide plastic backed adhesive polyethylene tape
20 mil thick with 2" overlap.
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